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REF: ADDENDUM TO BODYCOTE REPORT P-07/06

This letter is an addendum to the report BODYCOTE P-07/06, Evaluation of the chlorine
resistance according to ASTM F 2023 of the PP-R pipe material Aquatherm Fusiolen). The
table below shows calculated lifetimes at different conditions for the evaluated material
(Bodycote code 3397) in mentioned report.

Testing conducted under report BODYCOTE P-07/06 was in accordance with ASTM F 2023 at
a chlorine level of 4 ppm and pH of 6.8. The CL-TD extrapolation assumes 25% of the
service life is at 140°F % is at 73°F (23°C). The CL-R extrapolation assumes a
constantttetime temperature of 140°F (60°C).

EXTRAPOLATED VALUES FOR AQUATHERM FUSIOLEN

CONDITION PRESSURE SDR LIFETIME
(CL-TD OR CL-R) PSIG YRS

CL-TD 80 285
CL-TD 80
CL-TD 80
CL-R 80
CL-R 80
CL-R 40

CONVERSION T
80 PSIG 5.51 bar 0.551 MPa
40 PSIG 2.75 bar 0.275 MPa
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