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General Information: 
 
1. The date of this erratum is for identification purposes only. See the History 

Note Appendix on the backside or accompanying page. 
 
2. This erratum is issued by the California Building Standards Commission in 

order to correct non-substantive printing errors or omissions in California 
Code of Regulations, Title 24, Part 4, of the 2016 California Mechanical Code. 
Instructions are provided below.  

 
3. Health and Safety Code Section 18938.5, establishes that only building 

standards in effect at the time of the application for a building permit may be 
applied to the project plans and construction. This rule applies to both 
adoptions of building standards for Title 24 by the California Building 
Standards Commission, and local adoptions and ordinances imposing 
building standards. An erratum to Title 24 is a non-regulatory correction 
because of a printing error or omission that does not differ substantively from 
the official adoption by the California Building Standards Commission. 
Accordingly, the corrected code text provided by this erratum may be applied 
on and after the stated effective date.  

 
4. You may wish to retain the superseded material with this revision record so 

that the prior wording of any section can be easily ascertained.  
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v2016 CALIFORNIA MECHANICAL CODE

How to Distinguish Between Model Code Language
and

California Amendments

To distinguish between model code language and the incorporated California amendments, including exclusive California
standards, California amendments will appear in italic font print.
[BSC] This is an example of a state agency acronym used to identify an adoption or amendment by the agency. The acronyms
will appear at California Amendments and in the Matrix Adoption Tables. Sections 1.2.0 through 1.14.0 in Chapter 1, Division
1 of this code, explain the used acronyms, the application of state agency adoptions to building occupancies or building
features, the enforcement agency as designated by state law (may be the state adopting agency or local building or fire offi-
cial), the authority in state law for the state agency to make the adoption, and the specific state law being implemented by the
agency’s adoption. The following acronyms are used in Title 24 to identify the state adopting agency making an adoption.

Legend of Acronyms of Adopting State Agencies
BSC California Building Standards Commission (see Section 1.2.0)
BSC-CG California Building Standards Commission-CALGreen (see Section 1.2.3)
BSCC Board of State and Community Corrections (see Section 1.3.0)
SFM Office of the State Fire Marshal (see Section 1.11.0)
HCD 1 Department of Housing and Community Development (see Section 1.8.2.1.1)
HCD 2 Department of Housing and Community Development (see Section 1.8.2.1.3)
HCD 1/AC Department of Housing and Community Development (see Section 1.8.2.1.2)
DSA-AC Division of the State Architect-Access Compliance (see Section 1.9.1)
DSA-SS Division of the State Architect-Structural Safety (see Section 1.9.2)
DSA-SS/CC Division of the State Architect-Structural Safety/Community Colleges 

(see Section 1.9.2.4)
OSHPD 1 Office of Statewide Health Planning and Development (see Section 1.10.1)
OSHPD 2 Office of Statewide Health Planning and Development (see Section 1.10.2)
OSHPD 3 Office of Statewide Health Planning and Development (see Section 1.10.3)
OSHPD 4 Office of Statewide Health Planning and Development (see Section 1.10.4)
DPH Department of Public Health (see Section 1.7.0)
AGR Department of Food and Agriculture (see Section 1.6.0)
CEC California Energy Commission 

(see Section 100 in Part 2, the California Energy Code)
CA Department of Consumer Affairs (see Section 1.6.0):

Board of Barbering and Cosmetology
Board of Examiners in Veterinary Medicine
Board of Pharmacy
Acupuncture Board
Bureau of Home Furnishings
Structural Pest Control Board

SL State Library (see Section 1.12.0)
SLC State Lands Commission (see Section 1.14.0)
DWR Department of Water Resources (see Section 1.12.0 of Chapter 1 of the California

Plumbing Code in Part 2 of Title 24)

The state agencies are available to answer questions about their adoptions. Contact information is provided on page iv of this code.
To learn more about the use of this code refer to the following pages. Training materials on the application and use of this code are
available at the website of the California Building Standards Commission www.bsc.ca.gov.
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CALIFORNIA MATRIX ADOPTION TABLES

Format of the Matrix Adoption Tables
The matrix adoption tables, examples of which follow, are non-regulatory aids intended to show the user which state agencies
have adopted and/or amended given sections of model code. An agency’s statutory  authority for certain occupancies or
building applications determines which chapter or section may be adopted, repealed, amended or added.  See Chapter 1,
Division I, Sections 1.2.0 through 1.14.0, for agency authority, building application and enforcement responsibilities. 

The side headings identify the scope of the state agencies’ adoption as follows:

Adopt the entire UMC chapter without state amendments.
If there is an “X” under a particular state agency’s acronym in this row, it means that particular state agency has adopted the
entire model code chapter without any state amendments.

Example:

Adopt the entire UMC chapter as amended, state-amended sections are listed below:
If there is an “X” under a particular state agency’s acronym in this row, it means that a particular state agency has adopted the
entire model code chapter, with state amendments.

Each state-amended section that the agency has added to that particular chapter is listed. There will be an “X” in the column,
by that particular section, under the agency’s acronym, as well as an “X” by each section that the agency has adopted.

CALIFORNIA MECHANICAL CODE – MATRIX ADOPTION TABLE
CHAPTER 1 - GENERAL CODE PROVISIONS

(Matrix Adoption Tables are non-regulatory, intended only as an aid to the user. See Chapter 1 for state agency authority and building application.)

Adopting Agency BSC
BSC-
CG

SFM
HCD DSA OSHPD BSC

C
DPH AGR DWR CEC CA SL SLC

1 2 1-AC AC SS SS/CC 1 2 3 4

Adopt Entire Chapter X
Adopt Entire Chapter as
amended (amended
sections listed below)

S A M P L E

Adopt only those sections
that are listed below
Chapter/Section
202
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Example:

Adopt only those sections which are listed below:
If there is an “X” under a particular state agency’s acronym in this row, it means that particular state agency is adopting only
specific model code or state-amended sections within this chapter. There will be an “X” in the column under the agency’s
acronym, as well as an “X” by each section that the agency has adopted.

Example:

CALIFORNIA MECHANICAL CODE – MATRIX ADOPTION TABLE
CHAPTER 1 - GENERAL CODE PROVISIONS

(Matrix Adoption Tables are non-regulatory, intended only as an aid to the user. See Chapter 1 for state agency authority and building application.)

Adopting Agency BSC
BSC-
CG

SFM
HCD DSA OSHPD

BSCC DPH AGR DWR CEC CA SL SLC
1 2 1-AC AC SS SS/CC 1 2 3 4

Adopt Entire Chapter
Adopt Entire Chapter as
amended (amended
sections listed below)

X X S A M P L E

Adopt only those sections
that are listed below

Chapter/Section
202 X X

CALIFORNIA MECHANICAL CODE – MATRIX ADOPTION TABLE
CHAPTER 1 - GENERAL CODE PROVISIONS

(Matrix Adoption Tables are non-regulatory, intended only as an aid to the user. See Chapter 1 for state agency authority and building application.)

Adopting Agency BSC
BSC-
CG

SFM
HCD DSA OSHPD BSC

C
DPH AGR DWR CA CEC SL SLC

1 2 1-AC AC SS SS/CC 1 2 3 4

Adopt Entire Chapter
Adopt Entire Chapter as
amended (amended sections
listed below)

S A M P L E

Adopt only those sections that
are listed below X
Chapter/Section
101 X
102 X
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CALIFORNIA MECHANICAL CODE – MATRIX ADOPTION TABLE
CHAPTER 1 – ADMINISTRATION

(Matrix Adoption Tables are non-regulatory, intended only as an aid to the code user. See Chapter 1 for state agency authority and building applications.)

Adopting Agency BSC
BSC-
CG

SFM
HCD DSA OSHPD

BSCC DPH AGR DWR CEC CA SL SLC
1 2 1-AC AC SS SS/CC 1 2 3 4

Adopt Entire Chapter
Adopt Entire Chapter as
amended (amended
sections listed below)
Adopt only those
sections that are listed
below X X X X X X X X X X

Chapter/Section
Division I – California
Administration
1.1.0 X X X X X X X X X X
1.1.1 X X X X X X X X X X
1.1.2 X X X X X X X X X X
1.1.3 X X X X X X X X X X
1.1.3.1 X X X X X X X X X X
1.1.3.2 X X X X X X X X X X
1.1.4 X X X X X X X X X X
1.1.5 X X X X X X X X X X
1.1.6 X X X X X X X X X X
1.1.7 X X X X X X X X X X
1.1.7.1 X X X X X X
1.1.7.2 X X X X X X
1.1.7.3 X X X X X X
1.1.8 X X X X X X X X X X
1.1.9 X X X X X X X X X X
1.1.10 X X X X X X X X X X
1.1.11 X X X X X X X X X X
1.1.12 X X X X X X X X X X
1.2.0 – 1.2.3 X

1.8.0 – 1.8.10 X X
1.9.0
1.9.1 X
1.9.2 X X
1.9.2.1 X
1.9.2.2 X
1.9.2.3 X
1.9.2.4 X
1.10.1 X
1.10.2 X
1.10.3 X
1.10.4 X
1.11.0 X
Division II –
Administration
101.0 – 104.1 X X X X
104.2 (Items 1 – 5) X X
104.3 – 107.0 X X X X
This state agency does not adopt sections identified with the following symbol: †
The Office of the State Fire Marshal’s adoption of this chapter or individual sections is applicable to structures regulated by other state agencies pursuant to
Section 1.11.
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ADMINISTRATION DIVISION I

1.7.0 California Department of Public Health.
1.7.1 Specific scope of application of the agency responsible
for enforcement, the enforcement agency, and the specific
authority to adopt and enforce such provisions of this code,
unless otherwise stated.

Department of Public Health.
Application – Food establishments.
Enforcing Agency – Department of Health Services and
the local health agency.
Authority Cited – Health and Safety Code Sections
110065, 113710, and 131200.
References – Health and Safety Code Sections 110065,
113705, 114140, and 131200.

1.7.2 Adopting Agency Identification. The provisions of this
code applicable to buildings identified in this section will be
identified in the Matrix Adoption Tables under the acronym
DPH.

1.8.0 Department of Housing and Community Development
(HCD).
1.8.1 Purpose. The purpose of this code is to establish the
minimum requirements necessary to protect the health, safety,
and general welfare of the occupants and the public by
governing the erection, construction, reconstruction, enlarge-
ment, conversion, alteration, repair, moving, removal, demo-
lition, ventilation, and maintenance or use of heating,
ventilating, cooling, refrigeration systems, incinerators, and
other miscellaneous heat-producing appliances.
1.8.2 Authority and Abbreviations.

1.8.2.1 General. The Department of Housing and
Community Development is authorized by law to prom-
ulgate and adopt building standards and regulations for
several types of building applications. The applications
under the authority of the Department of Housing and
Community Development are listed in Sections 1.8.2.1.1
through 1.8.2.1.3.

1.8.2.1.1 Housing Construction.
Application – Hotels, motels, lodging houses, apart-
ments, dwellings, dormitories, condominiums, shel-
ters for homeless persons, congregate residences,
employee housing, factory-built housing, and other
types of dwellings containing sleeping accommoda-
tions with or without common toilet or cooking facil-
ities including accessory buildings, facilities, and
uses thereto. Sections of this code which pertain to
applications listed in this section are identified using
the abbreviation “HCD 1”.
Enforcing Agency – Local building department or
the Department of Housing and Community Devel-
opment.
Authority Cited – Health and Safety Code Sections
17040, 17050, 17920.9, 17921, 17921.3, 17921.6,
17921.10, 17922, 17922.6, 17922.12, 17927, 17928,
17959.6, 18300, 18552, 18554, 18620, 18630,

18640, 18670, 18690, 18691, 18865, 18871.3,
18871.4, 18873, 18873.1, 18873.2, 18873.3,
18873.4, 18873.5, 18938.3, 18944.11, and 19990;
and Government Code Section 12955.1.
References – Health and Safety Code Sections
17000 through 17062.5, 17910 through 17995.5,
18200 through 18700, 18860 through 18874, and
19960 through 19997; and Government Code
Sections 12955.1 and 12955.1.1.
1.8.2.1.2 Housing Accessibility.
Application – Covered multifamily dwellings as
defined in Chapter 2 of the California Code of Regu-
lations, Title 24, Part 2, also known as the Cali-
fornia Building Code including, but not limited to,
lodging houses, dormitories, timeshares, condo-
miniums, shelters for homeless persons, congregate
residences, apartments, dwellings, employee
housing, factory-built housing, and other types of
dwellings containing sleeping accommodations with
or without common toilet or cooking facilities.

Sections of this code identified by the abbrevia-
tion “HCD 1-AC” require specific accommodations
for persons with disabilities as defined in Chapter 2
of the California Building Code. The application of
such provisions shall be in conjunction with other
requirements of this code and apply only to newly-
constructed covered multifamily dwellings as defined
in Chapter 2 of the California Building Code. “HCD
1-AC” applications include, but are not limited to, the
following:
(1) All newly-constructed covered multifamily

dwellings as defined in Chapter 2 of the Cali-
fornia Building Code.

(2) New common use areas as defined in Chapter 2
of the California Building Code serving existing
covered multifamily dwellings.

(3) Additions to existing buildings, where the addi-
tion alone meets the definition of covered multi-
family dwellings as defined in Chapter 2 of the
California Building Code.

(4) Common use areas serving covered multifamily
dwellings.

(5) Where any portion of a building’s exterior is
preserved, but the interior of the building is
removed, including all structural portions of
floors and ceilings, the building is considered a
new building for determining the application of
California Building Code, Chapter 11A.
“HCD 1-AC” building standards generally do

not apply to public use areas or public accommoda-
tions such as hotels, motels, and public housing.
Public use areas, public accommodations, and
public housing as defined in Chapter 2 of the Cali-
fornia Building Code are subject to the Division of
the State Architect (DSA-AC) in Chapter 11B, and
are referenced in Section 1.9.1.
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Newly constructed covered multifamily
dwellings, which can also be defined as public
housing, shall be subject to the requirements of
Chapter 11A and Chapter 11B.
Enforcing Agency – Local building department or
the Department of Housing and Community Devel-
opment.
Authority Cited – Health and Safety Code Sections
17040, 17050, 17920.9, 17921, 17921.3, 17921.6,
17921.10, 17922, 17922.6, 17922.12, 17927, 17928,
17959.6, 18300, 18552, 18554, 18620, 18630,
18640, 18670, 18690, 18691, 18865, 18871.3,
18871.4, 18873, 18873.1, 18873.2, 18873.3,
18873.4, 18873.5, 18938.3, 18944.11, and 19990;
and Government Code Section 12955.1.
References – Health and Safety Code Sections
17000 through 17062.5, 17910 through 17995.5,
18200 through 18700, 18860 through 18874, and
19960 through 19997; and Government Code
Sections 12955.1 and 12955.1.1.
1.8.2.1.3 Permanent Buildings in Mobilehome
Parks and Special Occupancy Parks. 
Application – Permanent buildings, and permanent
accessory buildings or structures, constructed
within mobilehome parks and special occupancy
parks that are under the control and ownership of
the park operator. Sections of this code which
pertain to applications listed in this section are iden-
tified using the abbreviation “HCD 2”.
Enforcing Agency – Local building department or
other local agency responsible for the enforcement
of Health and Safety Code, Division 13, Part 2.1,
commencing with Section 18200 for mobilehome
parks and Health and Safety Code, Division 13, Part
2.3, commencing with Section 18860 for special
occupancy parks; or the Department of Housing and
Community Development.
Authority Cited – Health and Safety Code Sections
17040, 17050, 17920.9, 17921, 17921.3, 17921.6,
17921.10, 17922, 17922.6, 17922.12, 17927, 17928,
17959.6, 18300, 18552, 18554, 18620, 18630,
18640, 18670, 18690, 18691, 18865, 18871.3,
18871.4, 18873, 18873.1, 18873.2, 18873.3,
18873.4, 18873.5, 18938.3, 18944.11, and 19990;
and Government Code Section 12955.1.
References – Health and Safety Code Sections
17000 through 17062.5, 17910 through 17995.5,
18200 through 18700, 18860 through 18874, and
19960 through 19997; and Government Code
Sections 12955.1 and 12955.1.1.

1.8.3 Local Enforcing Agency.
1.8.3.1 Duties and Powers. The building department of
every city, county, or city and county shall enforce all the
provisions of law, this code, and the other rules and regu-
lations promulgated by the Department of Housing and
Community Development pertaining to the installation,

erection, construction, reconstruction, movement,
enlargement, conversion, alteration, repair, removal,
demolition, or arrangement of apartments, condo-
miniums, hotels, motels, lodging houses, and dwellings,
including accessory buildings, facilities, and uses
thereto.

The provisions regulating the erection and construc-
tion of dwellings and appurtenant structures shall not
apply to existing structures as to which construction is
commenced or approved prior to the effective date of
these regulations. Requirements relating to use, mainte-
nance, and occupancy shall apply to all dwellings and
appurtenant structures approved for construction or
constructed before or after the effective date of this code.

For additional information regarding the use and
occupancy of existing buildings and appurtenant structures,
see California Code of Regulations, Title 25, Division 1,
Chapter 1, Subchapter 1, commencing with Section 1.
1.8.3.2 Laws, Rules, and Regulations. Other than the
building standards contained in this code, and notwith-
standing other provisions of law, the statutory authority
and location of the laws, rules, and regulations to be
enforced by local enforcing agencies are listed by statute
in Sections 1.8.3.2.1 through 1.8.3.2.5 below:

1.8.3.2.1 State Housing Law. Refer to the State
Housing Law, California Health and Safety Code,
Division 13, Part 1.5, commencing with Section
17910, and California Code of Regulations, Title 25,
Division 1, Chapter 1, Subchapter 1, commencing
with Section 1, for the erection, construction, recon-
struction, movement, enlargement, conversion,
alteration, repair, removal, demolition, or arrange-
ment of apartments, condominiums, hotels, motels,
lodging houses, and dwellings, including accessory
buildings, facilities, and uses thereto.
1.8.3.2.2 Mobilehome Parks Act. Refer to the
Mobilehome Parks Act, California Health and
Safety Code, Division 13, Part 2.1, commencing
with Section 18200 and California Code of Regula-
tions, Title 25, Division 1, Chapter 2, commencing
with Section 1000 for mobilehome park administra-
tive and enforcement authority, permits, plans, fees,
violations, inspections, and penalties both within
and outside mobilehome parks.
Exception: Mobilehome parks where the Depart-
ment of Housing and Community Development is the
enforcing agency.
1.8.3.2.3 Special Occupancy Parks Act. Refer to the
Special Occupancy Parks Act, California Health
and Safety Code, Division 13, Part 2.3, commencing
with Section 18860 and California Code of Regula-
tions, Title 25, Division 1, Chapter 2.2, commencing
with Section 2000 for special occupancy park
administrative and enforcement authority, permits,
fees, violations, inspections, and penalties both
within and outside of special occupancy parks.

ADMINISTRATION DIVISION I
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CALIFORNIA MECHANICAL CODE – MATRIX ADOPTION TABLE
CHAPTER 2 – DEFINITIONS

(Matrix Adoption Tables are non-regulatory, intended only as an aid to the code user. See Chapter 1 for state agency authority and building applications.)

Adopting Agency BSC
BSC-
CG

SFM
HCD DSA OSHPD

BSCC DPH AGR DWR CEC CA SL SLC
1 2 1-AC AC SS SS/CC 1 2 3 4

Adopt Entire Chapter

Adopt Entire Chapter as
amended (amended
sections listed below)

X X X X X X X X X X X

Adopt only those
sections that are listed
below
Article/Section
203.0 X X X X X X X
204.0 X X X X X X X
206.0 X X
207.0 X X X X X X X
208.0 X X
209.0 X X X X X X X X X
210.0 X X X X
214.0 X X X
215.0 X
216.0 X X
217.0 X X X X X X X
218.0 X X
222.0 X X
223.0 X X X X X X X
This state agency does not adopt sections identified with the following symbol: †
The Office of the State Fire Marshal’s adoption of this chapter or individual sections is applicable to structures regulated by other state agencies pursuant to
Section 1.11.
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CALIFORNIA MECHANICAL CODE – MATRIX ADOPTION TABLE
CHAPTER 3 – GENERAL REGULATIONS

(Matrix Adoption Tables are non-regulatory, intended only as an aid to the code user. See Chapter 1 for state agency authority and building applications.)

Adopting Agency BSC
BSC-
CG

SFM
HCD DSA OSHPD

BSCC DPH AGR DWR CEC CA SL SLC
1 2 1-AC AC SS SS/CC 1 2 3 4

Adopt Entire Chapter X X X
Adopt Entire Chapter as
amended (amended sections
listed below)

X X X X X X X

Adopt only those sections
that are listed below

Chapter/Section
303.2, Exception X X X X
303.7 X
303.7.1 X X
318.0 X X X
319.1 X X
319.2 X X
320.1 X X
320.2 X X
320.3 X
321.0 X X X X
Table 320.0 X X X X
This state agency does not adopt sections identified with the following symbol: †
The Office of the State Fire Marshal’s adoption of this chapter or individual sections is applicable to structures regulated by other state agencies pursuant to
Section 1.11.
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CALIFORNIA MECHANICAL CODE – MATRIX ADOPTION TABLE
CHAPTER 4 – VENTILATION AIR 

(Matrix Adoption Tables are non-regulatory, intended only as an aid to the code user. See Chapter 1 for state agency authority and building applications.)

Adopting Agency BSC
BSC-
CG

SFM
HCD DSA OSHPD

BSCC DPH AGR DWR CEC CA SL SLC
1 2 1-AC AC SS SS/CC 1 2 3 4

Adopt Entire Chapter X X

Adopt Entire Chapter as
amended (amended
sections listed below)

X X X X

Adopt only those
sections that are listed
below X X X X

Chapter/Section
401.0 X X X X X
402.0 X X X X
402.1 X X X X X
402.5 X X
403.0 X X X X
403.7.2.1 – 403.7.2.4 X X X
405.0 X X X X
407.0 X X X X
408.0 X X X X
409.0 X X X X
410.0 X X X X
411.0 X X X X
412.0 X X X X
413.0 X X X X
414.0 X X X X
415.0 X X X X
416.0 X X X X
416.3 X
417.0 X X X X
418.0 X X X X
Table 4-A X X X X
Table 4-B X X
Table 4-C X X
Table 402.1 X
Table 403.7 Note 10 & 11 X X
This state agency does not adopt sections identified with the following symbol: †
The Office of the State Fire Marshal’s adoption of this chapter or individual sections is applicable to structures regulated by other state agencies pursuant to
Section 1.11.
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CALIFORNIA MECHANICAL CODE – MATRIX ADOPTION TABLE 
CHAPTER 5 – EXHAUST SYSTEMS

(Matrix Adoption Tables are non-regulatory, intended only as an aid to the code user. See Chapter 1 for state agency authority and building applications.)

Adopting Agency BSC
BSC-
CG

SFM
HCD DSA OSHPD

BSCC DPH AGR DWR CEC CA SL SLC
1 2 1-AC AC SS SS/CC 1 2 3 4

Adopt Entire Chapter X X X

Adopt Entire Chapter
as amended (amended
sections listed below)

X X X X X X X X

Adopt only those
sections that are listed
below X

Chapter/Section

503.3 X

503.3.1 X

504.1.1 X X X

505.7 X

505.7.1 X

508.5 X X X

509.2.3 X

509.2.3.4 X

512.2.5 X X

513.2.2 X X X

513.3.2 X X X

513.11 X X X

513.11.1 X X X

516.2.7 Exception X X X

516.2.9 X X X
This state agency does not adopt sections identified with the following symbol: †
The Office of the State Fire Marshal’s adoption of this chapter or individual sections is applicable to structures regulated by other state agencies pursuant to
Section 1.11.
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CALIFORNIA MECHANICAL CODE – MATRIX ADOPTION TABLE
CHAPTER 6 – DUCT SYSTEMS

(Matrix Adoption Tables are non-regulatory, intended only as an aid to the code user. See Chapter 1 for state agency authority and building applications.)

Adopting Agency BSC
BSC-
CG

SFM
HCD DSA OSHPD

BSCC DPH AGR DWR CEC CA SL SLC
1 2 1-AC AC SS SS/CC 1 2 3 4

Adopt Entire Chapter

Adopt Entire Chapter as
amended (amended
sections listed below)

X X X X X X X X X X

Adopt only those
sections that are listed
below
Chapter/Section
601.2, Exception X X
602.1 X X X X X
602.1, Exception X X X X
602.6.1 X X X X

603.4.1 X X X X

604.1 X X X X
604.2 X X X X
604.3 X X X
605.8 X X X
606.1.1 X X X X
608.1 X X X
This state agency does not adopt sections identified with the following symbol: †
The Office of the State Fire Marshal’s adoption of this chapter or individual sections is applicable to structures regulated by other state agencies pursuant to
Section 1.11.
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CHIMNEYS AND VENTS

TABLE 803.2(4)
MASONRY CHIMNEY [NFPA 54: TABLE 13.2(d)]*

NUMBER OF APPLIANCES: TWO OR MORE

APPLIANCE TYPE: CATEGORY I

APPLIANCE VENT CONNECTION: SINGLE-WALL METAL CONNECTOR

VENT CONNECTOR CAPACITY

SINGLE-WALL METAL VENT CONNECTOR DIAMETER – D (inch)

3 4 5 6 7

APPLIANCE INPUT RATING LIMITS IN THOUSANDS OF BTU PER HOUR

VENT
HEIGHT

H
(feet)

CONNECTOR
RISE
R

(feet)

FAN NAT FAN NAT FAN NAT FAN NAT FAN NAT

Min Max Max Min Max Max Min Max Max Min Max Max Min Max Max

6 1
2
3

NA
NA
NA

NA
NA
NA

21
28
34

NA
NA
NA

NA
NA
NA

39
52
61

NA
NA
134

NA
NA
153

66
84
97

179
186
193

191
227
258

100
123
142

231
239
247

271
321
365

140
172
202

8 1
2
3

NA
NA
NA

NA
NA
NA

21
28
34

NA
NA
NA

NA
NA
NA

40
52
62

NA
137
143

NA
139
156

68
85
98

195
202
210

208
240
264

103
125
145

250
258
266

298
343
376

146
177
205

10 1
2
3

NA
NA
NA

NA
NA
NA

22
29
34

NA
NA
97

NA
NA
102

41
53
62

130
136
143

151
150
166

70
86
99

202
210
217

225
255
277

106
128
147

267
276
284

316
358
389

151
181
207

15 1
2
3

NA
NA
NA

NA
NA
NA

23
30
34

NA
92
96

NA
103
112

43
54
63

129
135
141

151
170
185

73
88
101

199
207
215

271
295
315

112
132
151

268
277
286

376
411
439

161
189
213

20 1
2
3

NA
NA
NA

NA
NA
NA

23
30
35

87
91
96

99
111
119

45
55
64

128
134
140

167
185
199

76
90
103

197
205
213

303
325
343

117
136
154

265
274
282

425
455
481

169
195
219

30 1
2
3

NA
NA
NA

NA
NA
NA

24
31
35

86
91
95

108
119
127

47
57
65

126
132
138

187
203
216

80
93
105

193
201
209

347
366
381

124
142
160

259
269
277

492
518
540

183
205
229

50 1
2
3

NA
NA
NA

NA
NA
NA

24
31
35

85
89
94

113
123
131

50
60
68

124
130
136

204
218
231

87
100
112

188
196
205

392
408
422

139
158
176

252
262
271

567
588
607

208
230
255

100 1
2
3

NA
NA
NA

NA
NA
NA

23
30
34

84
88
93

104
115
124 

49
59
67

122
127
133

200
215
228

89
102
115

182
190
199

410
425
438

151
169
188

243
253
262

617
636
654

232
254
279

COMMON VENT CAPACITY

MINIMUM INTERNAL AREA OF MASONRY CHIMNEY FLUE (square inches)

12 19 28 38 50

COMBINED APPLIANCE INPUT RATING IN THOUSANDS OF BTU PER HOUR

VENT
HEIGHT

H
(feet)

FAN
+FAN

FAN
+NAT

NAT
+NAT

FAN
+FAN

FAN
+NAT

NAT
+NAT

FAN
+FAN

FAN
+NAT

NAT
+NAT

FAN
+FAN

FAN
+NAT

NAT
+NAT

FAN
+FAN

FAN
+NAT

NAT
+NAT

6
8
10
15
20
30
50
100

NA
NA
NA
NA
NA
NA
NA
NA

NA
NA
NA
NA
NA
NA
NA
NA

25
28
31
36
NA
NA
NA
NA

NA
NA
NA
NA
NA
NA
NA
NA

118
128
136
NA
NA
NA
NA
NA

45
52
56
66
74
NA
NA
NA

NA
NA
NA
NA
NA
NA
NA
NA

176
190
205
230
247
NA
NA
NA

71
81
89
105
120
135
NA
NA

NA
NA
NA
NA
NA
NA
NA
NA

255
276
295
335
362
398
NA
NA

102
118
129
150
170
195
NA
NA

NA
NA
NA
NA
NA
NA
NA
NA

348
380
405
400
503
558
612
NA

142
162
175
210
240
275
325
NA

For SI units: 1 inch = 25.4 mm, 1 foot = 304.8 mm, 1000 British thermal units per hour = 0.293 kW, 1 square inch = 0.000645 m2

* NA: Not applicable.

»

JANUARY 1, 2017 ERRATA
BUFF



168 2016 CALIFORNIA MECHANICAL CODE

CHIMNEYS AND VENTS

TABLE 803.2(4)
MASONRY CHIMNEY [NFPA 54: TABLE 13.2(d)] (continued)*

NUMBER OF APPLIANCES: TWO OR MORE

APPLIANCE TYPE: CATEGORY I

APPLIANCE VENT CONNECTION: SINGLE-WALL METAL CONNECTOR

VENT CONNECTOR CAPACITY

SINGLE-WALL METAL VENT CONNECTOR DIAMETER – D (inch)

8 9 10

APPLIANCE INPUT RATING LIMITS IN THOUSANDS OF BTU PER HOUR

VENT
HEIGHT

H
(feet)

CONNECTOR
RISE
R

(feet)

FAN NAT FAN NAT FAN NAT

Min Max Max Min Max Max Min Max Max

6 1
2
3

292
301
309

366
432
491

200
231
269

362
373
381

474
557
634

252
299
348

499
509
519

594
696
793

316
376
437

8 1
2
3

313
323
332

407
465
509

207
238
274

387
397
407

530
607
663

263
309
356

529
540
551

672
766
838

331
391
450

10 1
2
3

333
343
352

434
489
530

213
244
279

410
420
430

571
640
694

273
317
363

558
569
580

727
813
880

343
403
459

15 1
2
3

349
359
368

502
548
586

225
256
289

445
456
466

646
706
755

291
334
378

623
634
646

808
884
945

366
424
479

20 1
2
3

345
355
365

569
610
644

235
266
298

439
450
461

734
787
831

306
348
391

614
627
639

921
986
1042

387
443
496

30 1
2
3

338
348
358

665
699
729

250
282
312

430
442
452

864
908
946

330
372
412

600
613
626

1089
1145
1193

421
473
524

50 1
2
3

328
339
349

778
806
831

287
320
351

417
429
440

1022
1058
1090

383
425
466

582
596
610

1302
1346
1386

492
545
597

100 1
2
3

315
326
337

875
899
921

328
361
392

402
415
427

1181
1210
1238

444
488
529

560
575
589

1537
1570
1604

580
634
687

COMMON VENT CAPACITY

MINIMUM INTERNAL AREA OF MASONRY CHIMNEY FLUE (square inches)

63 78 113

COMBINED APPLIANCE INPUT RATING IN THOUSANDS OF BTU PER HOUR

VENT
HEIGHT

H
(feet)

FAN
+FAN

FAN
+NAT

NAT
+NAT

FAN
+FAN

FAN
+NAT

NAT
+NAT

FAN
+FAN

FAN
+NAT

NAT
+NAT

6
8
10
15
20
30
50
100

NA
NA
NA
677
765
808
NA
NA

455
497
532
602
661
739
821
NA

187
217
234
280
321
377
456
494

NA
NA
771
866
947
1052
1152
NA

579
633
680
772
849
957
1076
NA

245
277
300
360
415
490
600
663

NA
1136
1216
1359
1495
1682
1879
2006

846
928
1000
1139
1264
1447
1672
1885

NA
405
450
540
640
740
910
1046

For SI units: 1 inch = 25.4 mm, 1 foot = 304.8 mm, 1000 British thermal units per hour = 0.293 kW, 1 square inch = 0.000645 m2

* NA: Not applicable.

»
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CALIFORNIA MECHANICAL CODE – MATRIX ADOPTION TABLE 
CHAPTER 9 – INSTALLATION OF SPECIFIC APPLIANCES

(Matrix Adoption Tables are non-regulatory, intended only as an aid to the code user. See Chapter 1 for state agency authority and building applications.)

Adopting Agency BSC
BSC-
CG

SFM
HCD DSA OSHPD

BSCC DPH AGR DWR CEC CA SL SLC
1 2 1-AC AC SS SS/CC 1 2 3 4

Adopt Entire Chapter X X X X X

Adopt Entire Chapter
as amended (amended
sections listed below)

X X X X X

Adopt only those sec-
tions that are listed
below X

Chapter/Section

902.2 X X X
911.0 X
911.1 X X X

912.2(1) X X

916.2.1 X X
916.2.1.1 X X
This state agency does not adopt sections identified with the following symbol: †
The Office of the State Fire Marshal’s adoption of this chapter or individual sections is applicable to structures regulated by other state agencies pursuant to
Section 1.11.

JANUARY 1, 2017 ERRATA
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CALIFORNIA MECHANICAL CODE – MATRIX ADOPTION TABLE 
CHAPTER 11 – REFRIGERATION

(Matrix Adoption Tables are non-regulatory, intended only as an aid to the code user. See Chapter 1 for state agency authority and building applications.)

Adopting Agency BSC
BSC-
CG

SFM
HCD DSA OSHPD

BSCC DPH AGR DWR CEC CA SL SLC
1 2 1-AC AC SS SS/CC 1 2 3 4

Adopt Entire Chapter X X X X

Adopt Entire Chapter as
amended (amended
sections listed below)

X X X X X X X

Adopt only those
sections that are listed
below

Chapter/Section
1108.4 X X X
Table 1104.1 X X X X
This state agency does not adopt sections identified with the following symbol: †
The Office of the State Fire Marshal’s adoption of this chapter or individual sections is applicable to structures regulated by other state agencies pursuant to
Section 1.11.

JANUARY 1, 2017 ERRATA
BUFF
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CALIFORNIA MECHANICAL CODE – MATRIX ADOPTION TABLE
CHAPTER 15 – SOLAR ENERGY SYSTEMS

(Matrix Adoption Tables are non-regulatory, intended only as an aid to the code user. See Chapter 1 for state agency authority and building applications.)

Adopting Agency BSC
BSC-
CG

SFM
HCD DSA OSHPD

BSCC DPH AGR DWR CEC CA SL SLC
1 2 1-AC AC SS SS/CC 1 2 3 4

Adopt Entire Chapter X X X
Adopt Entire Chapter as
amended (amended
sections listed below)

X X

Adopt only those
sections that are listed
below
Chapter/Section

1502.0 X X
This state agency does not adopt sections identified with the following symbol: †
The Office of the State Fire Marshal’s adoption of this chapter or individual sections is applicable to structures regulated by other state agencies pursuant to
Section 1.11.

JANUARY 1, 2017 ERRATA
BUFF
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CALIFORNIA MECHANICAL CODE – MATRIX ADOPTION TABLE
CHAPTER 17 – REFERENCED STANDARDS

(Matrix Adoption Tables are non-regulatory, intended only as an aid to the code user. See Chapter 1 for state agency authority and building applications.)

This state agency does not adopt sections identified with the following symbol: †
The Office of the State Fire Marshal’s adoption of this chapter or individual sections is applicable to structures regulated by other state agencies pursuant to
Section 1.11.

Adopting Agency BSC
BSC-
CG

SFM
HCD DSA OSHPD

BSCC DPH AGR DWR CEC CA SL SLC
1 2 1-AC AC SS SS/CC 1 2 3 4

Adopt Entire Chapter X X X X
Adopt Entire Chapter as
amended (amended
sections listed below)

X X X X X X

Adopt only those
sections that are listed
below
Chapter/Section

Table 1701.1
Referenced Standards X X X X X X X X X

JANUARY 1, 2017 ERRATA
BUFF



308 2016 CALIFORNIA MECHANICAL CODE



For prior history, see the History Note Appendix to the Cali-
fornia Mechanical Code, 2013 Triennial Edition effective
January 1, 2014.

1. (BSC 02/15, HCD 05/15, DSA-SS 06/15,  OSHPD 06/15,
SFM 03/15) Adoption by reference of the 2015 Uniform
Mechanical Code (UMC) with necessary state amend-
ments and repeal of the 2012 edition of the UMC; Effec-
tive on January 1, 2017.

2. Errata to correct editorial errors within the preface as
well as throughout various chapters in this code. Effec-
tive January 1, 2017.

4912016 CALIFORNIA MECHANICAL CODE

HISTORY NOTE APPENDIX
CALIFORNIA MECHANICAL CODE

(TITLE 24, PART 4, CALIFORNIA CODE OF REGULATIONS)
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