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This supplement is issued by the California Building Standards Commission in order to
provide new and/or replacement pages containing recently adopted provisions for the 2022
California Plumbing Code, California Code of Regulations, Title 24, Part 5. Instructions are
provided below.

Health and Safety Code Section 18938.5 establishes that only building standards in effect
at the time of the application for a building permit may be applied to the project plans and
construction. This rule applies to both adoptions of building standards for Title 24 by the
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building standards. The new building standards provided with the enclosed blue
supplement pages must not be enforced before the effective date.

Not all code text on the enclosed blue supplement pages is a new building standard. New,
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of margin symbols is provided in the code before the Table of Contents.
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PREFACE

This document is Part 5 of thirteen parts of the official triennial compilation and publication of the adoptions, amendments
and repeal of administrative regulations to California Code of Regulations, Title 24, also referred to as the California
Building Standards Code. Part 5 is known as the California Plumbing Code and incorporates, by adoption, the 2021 edition
of the Uniform Plumbing Code of the International Association of Plumbing and Mechanical Officials with the California
amendments.

The California Building Standards Code is published in its entirety every three years by order of the California legislature,
with supplements published in intervening years. The California legislature delegated authority to various State agencies,
boards, commissions and departments to create building regulations to implement the State’s statutes. These building
regulations or standards, have the same force of law, and take effect 180 days after their publication unless otherwise
stipulated. The California Building Standards Code applies to occupancies in the State of California as annotated.

A city, county or city and county may establish more restrictive building standards reasonably necessary because of local
climatic, geological or topographical conditions. Findings of the local condition(s) and the adopted local building standard(s)
must be filed with the California Building Standards Commission to become effective and may not be effective sooner than
the effective date of this edition of California Building Standards Code. Local building standards that were adopted and
applicable to previous editions of the California Building Standards Code do not apply to this edition without appropriate
adoption and the required filing.

California Building Standards Commission
2525 Natomas Park Drive, Suite 130
Sacramento, CA 95833-2936
Phone: (916) 263-0916
Web Page: www.dgs.ca.gov/bsc
Email: cbsc@dgs.ca.gov
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California Code of Regulations Title 24

California Agency Information Contact List
The following state agencies may propose building standards for publication in Title 24. Request notice of such activity with each agency

of interest. See Sections 1.2.0 through 1.14.0 of the California Building Code (Part 5 of Title 24) for more detailed information on the

regulatory jurisdiction of each state agency.

Board of State and Community Corrections
WWW.DSCC.CA.ZOV ..o, (916) 445-5073
Local Adult and Juvenile
Detention Facility Standards

California Building Standards Commission
WWW.AZS.CA.GOV/DSC ..o (916) 263-0916

State Buildings including UC and

CSU Buildings, Parking Lot and Walkway
Lighting, Green Building Standards

for Non-residential Buildings

California Energy Commission
WWW.energy.ca.gov............. Energy Hotline (800) 772-3300
Building Efficiency Standards
Appliance Efficiency Standards
Compliance Manual/Forms

California State Lands Commission
WWW.SIC.CA.ZOV ..o (562) 499-6312

Marine Oil Terminals Standards

California State Library
WWW.IIDrary.ca.gov .............ccccocevveiceecenne. (916) 323-9843

Department of Consumer Affairs:

Acupuncture Board

WWW.ACUPUNCIUTE.CA.ZOV .............ccn...... (916) 515-5200
Office Standards
Board of Pharmacy

WWW.PRATMACY.CA.GOV ..., (916) 518-3100
Pharmacy Standards

Bureau of Barbering and Cosmetology
www.barbercosmo.ca.gov..................... (800) 952-5210
Barber and Beauty Shop,
and College Standards

Bureau of Household Goods and Services
Wwww.bhgs.dca.ca.gov..................c........ (916) 999-2041
Insulation Testing Standards

Structural Pest Control Board
www.pestboard.ca.gov ........................... (800) 737-8188
Structural Standards

Veterinary Medical Board
WWW.VID.CA.ZOV.......cooovaiiaeaieaiannnnn (916) 515-5220
Veterinary Hospital Standards
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Department of Food and Agriculture

www.cdfa.ca.gov

Meat & Poultry Packing Plant Standards

Rendering & Collection Center Standards......(916) 900-5004
Dairy Standards ...............cccccocevcinciniiniennne. (916) 900-5008

Department of Housing and Community Development
www.hed.ca.gov................. Contact Center (800) 952-8356
Option 5 > Option 2
Residential—Hotels, Motels, Apartments,
Single-Family Dwellings, and
Permanent Structures in Mobilehome &
Special Occupancy Parks
Option 5 > Option 3
Manufactured Housing & Commercial Modular
Option 5 > Option 4
Factory-Built Housing
Option 5 > Option 5
Employee Housing Standards
Northern CA—Option 2 > Option 2 or 3
Southern CA—Option 2 > Option 4 or 5
Mobilehome—Permits & Inspections

Department of Public Health
WWW.APR.CA.GOV ..o, (916) 449-5661
Organized Camps Standards
Public Swimming Pools Standards

Department of Water Resources
www.water.ca.gov............ DWRwebComment@water.ca.gov ||
Recycled Water Building Standards

Division of the State Architect
WWW.AZS.CA.GOV/ASA ..., (916) 445-8100

Access Compliance
Fire and Life Safety
Structural Safety
Sustainability Il
Public Schools Standards
Essential Services Building Standards
Community College Standards

State Historical Building Safety Board <

Historical Rehabilitation, Preservation,
Restoration or Relocation Standards
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1.11.0 Office of the State Fire Marshal.

1.11.1 SFM-Office of the State Fire Marshal. Specific scope
of application of the agency responsible for enforcement, the
enforcement agency and the specific authority to adopt and
enforce such provisions of this code, unless otherwise stated.

Application:

Institutional, Educational, or any Similar Occupancy. Any
building or structure used or intended for use as an asylum,
Jjail, mental hospital, hospital, sanitarium, home for the aged,
children’s nursery, children’s home, school, or any similar
occupancy of any capacity.

Authority Cited — Health and Safety Code Section 13143.
Reference — Health and Safety Code Section 13143.

Assembly or Similar Place of Assemblage. Any theater,
dancehall, skating rink, auditorium, assembly hall, meeting
hall, nightclub, fair building, or similar place of assemblage
where 50 or more persons may gather together in a building,
room or structure for the purpose of amusement, entertain-
ment, instruction, deliberation, worship, drinking or dining,
awaiting transportation, or education.

Authority Cited — Health and Safety Code Section 13143.
Reference — Health and Safety Code Section 13143.

Small Family Day-Care Homes.

Authority Cited — Health and Safety Code Sections 1597.45,
1597.54, 13143, and 17921.

Reference — Health and Safety Code Section 13143.

Large Family Day-Care Homes.

Authority Cited — Health and Safety Code Sections 1597.46,
1597.54, and 17921.

Reference — Health and Safety Code Section 13143.

Residential Facilities and Residential Facilities for the Eld-
erly.

Authority Cited — Health and Safety Code Section 13133.
Reference — Health and Safety Code Section 13143.

||Any State Institution or Other State-Owned or Specified

State-Occupied Building.

Specified State-Occupied Buildings. Any building, structure

or area that meets any of the following criteria:

1. A building where the state has contracted into a build-to-
suit lease.

2. A courthouse holding facility or trial court with a deten-
tion area.

3. A building used by the Department of Corrections and
Rehabilitation (CDCR) as a community correctional
reentry center.

4. 100 percent state occupied.

5. State-occupied areas in a state-leased building that is a
high-rise and is 75 percent of the net area floor space or
more occupied by state entities.
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6. State-occupied areas in a building that contains 5,000
square feet (465 m?) or more space of state-leased Group
H or Group L occupancy.

7. A state-leased building with facilities with the primary
purpose of housing state records and/or state artifacts of|
historical significance.

8. Properties leased by California State University (CSU).

9. State institutions and their real property.

10. CAL FIRE occupied areas in leased buildings.

11. State-leased facilities where the governing body s fire pro-
tection services rely on an all-volunteer fire department.

Authority Cited — Health and Safety Code Sections 13108,
13145, 13146, 16022.5 and 17921.

Reference — Health and Safety Code Sections 13108, 13143,
13145, 13146, 16022.5 and 17921.

High-Rise Structures.
Authority Cited — Health and Safety Code Section 13211.
Reference — Health and Safety Code Section 13143.

Motion Picture Production Studios.

Authority Cited — Health and Safety Code Section 13143.1.
Reference — Health and Safety Code Section 13143.
Organized Camps.

Authority Cited — Health and Safety Code Section 18897.3.
Reference — Health and Safety Code Section 13143.

Residential. All hotels, motels, lodging houses, apartment
houses and dwellings, including congregate residences and
buildings and structures accessory thereto. Multiple-story
Sstructures existing on January 1, 1975, let for human habita-
tion, including and limited to, hotels, motels, apartment
houses, less than 75 feet (22 860 mm) above the lowest floor
level having building access, wherein rooms used for sleep-
ing are let above the ground floor.

Authority Cited — Health and Safety Code Sections 13143.2
and 17921.

Reference — Health and Safety Code Section 13143.

Residential Care Facilities. Certified family-care homes, out-
of-home placement facilities, halfway houses, drug and/or
alcohol rehabilitation facilities, and any building or structure
used or intended for use as a home or institution for the hous-
ing of any person of any age when such person is referred to
or placed within such home or institution for protective social
care and supervision services by any governmental agency.

Authority Cited — Health and Safety Code Section 13143.6.
Reference — Health and Safety Code Section 13143.

Tents, Awnings, or Other Fabric Enclosures Used in Con-
nection with Any Occupancy.

Authority Cited — Health and Safety Code Section 13116.
Reference — Health and Safety Code Section 13143.
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Fire Alarm Devices, Equipment, and Systems in Connec-
tion with Any Occupancy.

Authority Cited — Health and Safety Code Section 13114.
Reference — Health and Safety Code Section 13143.

Hazardous Materials.
Authority Cited — Health and Safety Code Section 13143.9.
Reference — Health and Safety Code Section 13143.

Flammable and Combustible Liquids.
Authority Cited — Health and Safety Code Section 13143.6.
Reference — Health and Safety Code Section 13143.

Public School Automatic Fire Detection, Alarm, and Sprin-
kler Systems.

Authority Cited — Health and Safety Code Section 13143 and
California Education Code Article 7.5, Sections 17074.50,
17074.52, and 17074.54.

References — Government Code Section 11152.5, Health and
Safety Code Section 13143 and California Education Code
Chapter 12.5, Leroy F. Greene School Facilities Act of 1998,
Article 1.

Wildland-Urban Interface Fire Area.

Authority Cited — Health and Safety Code Sections 13143,
13108.5(a), and 18949.2(b) and (c); and Government Code
Section 51189.

References — Health and Safety Code Sections 13143, Gov-
ernment Code Sections 51176, 51177, 51178, and 51179; and
Public Resources Code Sections 4201 through 4204.

1.11.2 Duties and Powers of the Enforcing Agency.
1.11.2.1 Enforcement.

1.11.2.1.1 The responsibility for enforcement of
building standards adopted by the State Fire Mar-
shal and published in the California Building Stan-
dards Code relating to fire and panic safety and
other regulations of the State Fire Marshal shall
except as provided in Section 1.11.2.1.2 be as fol-
lows:

1. The city, county, or city and county, with juris-
diction in the area affected by the standard or
regulation shall delegate the enforcement of the
building standards relating to fire and panic
safety and other regulations of the State Fire
Marshal as they relate to Group R-3 occupan-
cies, as described in Section 310.1 of Part 2 of
the California Building Standards Code, to
either of the following:

1.1. The chief of the fire authority of the city,
county, or city, and county or an authorized rep-
resentative.
1.2. The chief building official of the city,
county, or city and county, or an authorized rep-
resentative.
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2. The chief of any city or county fire department
or of any fire protection district, and authorized
representatives, shall enforce within the juris-
diction the building standards and other regu-
lations of the State Fire Marshal, except those
described in Item 1 or 4.

3. The State Fire Marshal shall have authority to
enforce the building standards and other regu-
lations of the State Fire Marshal in areas out-
side of corporate cities and districts providing
fire protection services.

4. The State Fire Marshal shall have authority to
enforce the building standards and other regu-
lations of the State Fire Marshal in corporate
cities and districts providing fire-protection
services on request of the chief fire official or
the governing body.

5. Any fee charged pursuant to the enforcement
authority of this section shall not exceed the
estimated reasonable cost of providing the serv-
ice for which the fee is charged pursuant to Sec-
tion 66014 of the Government Code.

1.11.2.1.2 Pursuant to Health and Safety Code Sec-
tion 13108, and except as otherwise provided in this
section, building standards adopted by the State Fire
Marshal published in the California Building Stan-
dards Code relating to fire and panic safety shall be
enforced by the State Fire Marshal in all state-
owned buildings, state-occupied buildings, and state
institutions throughout the state. Upon the written
request of the chief fire official of any city, county, or
fire-protection district, the State Fire Marshal may
authorize such chief fire official and his or her
authorized representatives, in their geographical
area of responsibility, to make fire-prevention
inspections of state-owned or state-occupied build-
ings, other than state institutions, for the purpose of
enforcing the regulations relating to fire and panic
safety adopted by the State Fire Marshal pursuant to
this section and building standards relating to fire
and panic safety published in the California Build-
ing Standards Code. Authorization from the State
Fire Marshal shall be limited to those fire depart-
ments or fire districts which maintain a fire-preven-
tion bureau staffed by paid personnel.

Pursuant to Health and Safety Code Section
13108, any requirement or order made by any chief
fire official who is authorized by the State Fire Mar-
shal to make fire-prevention inspections of state-
owned or state-occupied buildings, other than state
institutions, may be appealed to the State Fire Mar-
shal. The State Fire Marshal shall, upon receiving
an appeal and subject to the provisions of Chapter
5 (commencing with Section 18945) of Part 2.5 of
Division 13 of the Health and Safety Code, deter-
mine if the requirement or order made is reasonably
consistent with the fire and panic safety regulations

2022 CALIFORNIA PLUMBING CODE
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adopted by the State Fire Marshal and building
standards relating to fire and panic safety published
in the California Building Code.

Any person may request a code interpretation
from the State Fire Marshal relative to the intent of
any regulation or provision adopted by the State
Fire Marshal. When the request relates to a specific
project, occupancy or building, the State Fire Mar-
shal shall review the issue with the appropriate local
enforcing agency prior to rendering such code inter-
pretation.

1.11.2.1.3 Pursuant to Health and Safety Code Sec-
tion 13112, any person who violates any order, rule
or regulation of the State Fire Marshal is guilty of a
misdemeanor punishable by a fine of not less than
$100.00 or more than 3500.00, or by imprisonment
for not less than six months, or by both. A person is
guilty of a separate offense each day during which
he or she commits, continues, or permits a violation
of any provision of, or any order, rule or regulation
of, the State Fire Marshal as contained in this code.

Any inspection authority who, in the exercise of
his or her authority as a deputy State Fire Marshal,
causes any legal complaints to be filed or any arrest
to be made shall notify the State Fire Marshal imme-
diately following such action.

1.11.2.2 Right of Entry. The fire chief of any city, county,
or fire-protection district, or such person's authorized
representative, may enter any State institution or any
other state-owned or state-occupied building for the pur-
pose of preparing a fire-suppression preplanning pro-
gram or for the purpose of investigating any fire in a
state-occupied building.

The State Fire Marshal, his or her deputies or
salaried assistants, the chief of any city or county fire
department or fire-protection district and his or her
authorized representatives may enter any building or
premises not used for dwelling purposes at any reason-
able hour for the purpose of enforcing this chapter. The
owner, lessee, manager, or operator of any such building
or premises shall permit the State Fire Marshal, his or her
deputies or salaried assistants and the chief of any city or
county fire department or fire-protection district and his or
her authorized representatives to enter and inspect them at
the time and for the purpose stated in this section.

1.11.2.3 More Restrictive Fire and Panic Safety Build-
ing Standards.

1.11.2.3.1 Any fire-protection district organized pur-
suant to Health and Safety Code Part 2.7 (com-
mencing with Section 13800) of Division 12 may
adopt building standards relating to fire and panic
safety that are more stringent than those building
standards adopted by the State Fire Marshal and
contained in the California Building Standards
Code. For these purposes, the district board shall
be deemed a legislative body and the district shall be
deemed a local agency. Any changes or modifica-
tions that are more stringent than the requirements

DIVISION | CALIFORNIA ADMINISTRATION

published in the California Building Standards Code
relating to fire and panic safety shall be subject to
Section 1.1.8.1.

1.11.2.3.2 Any fire protection district that proposes
to adopt an ordinance pursuant to this section shall,
not less than 30 days prior to noticing a proposed
ordinance for public hearing, provide a copy of that
ordinance, together with the adopted findings made
pursuant to Section 1.11.2.3.1, to the city, county, or
city and county where the ordinance will apply. The
city, county, or city and county may provide the dis-
trict with written comments, which shall become part
of the fire-protection district s public hearing record.

1.11.2.3.3 The fire-protection district shall transmit
the adopted ordinance to the city, county, or city and
county where the ordinance will apply. The legisla-
tive body of the city, county, or city and county may
ratify, modify or deny an adopted ordinance and
transmit its determination to the district within 15
days of the determination. Any modification or
denial of an adopted ordinance shall include a writ-
ten statement describing the reasons for any modi-
fications or denial. No ordinance adopted by the
district shall be effective until ratification by the city,
county, or city and county where the ordinance will
apply. Upon ratification of an adopted ordinance,
the city, county, or city and county shall file a copy
of the findings of the district, and any findings of the
city, county, or city and county together with the
adopted ordinance expressly marked and identified
to which each finding refers, in accordance with
Section 1.1.8.1(3).

1.11.2.4 Request for Alternate Means of Protection.

Requests for approval to use an alternative material,

assembly or materials, equipment, method of construc-

tion, method of installation of equipment, or means of
protection shall be made in writing to the enforcing
agency by the owner or the owner s authorized represen-

tative and shall be accompanied by a full statement of the
conditions. Sufficient evidence or proof shall be submit-

ted to substantiate any claim that may be made regarding
its conformance. The enforcing agency may require tests
and the submission of a test report from an approved test-

ing organization as set forth in Title 19, California Code
of Regulations, to substantiate the equivalency of the pro-

posed alternative means of protection.

When a request for alternate means of protection
involves hazardous materials, the Authority Having
Jurisdiction may consider implementation of the findings
and recommendations identified in a Risk Management
Plan (RMP) developed in accordance with Title 19, Divi-
sion 2, Chapter 4.5, Article 3.

Approval of a request for use of an alternative mate-
rial, assembly of materials, equipment, method of con-
struction, method of installation of equipment, or means
of protection made pursuant to these provisions shall be
limited to the particular case covered by request and
shall not be construed as establishing any precedent for
any future request.
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1.11.2.5 Appeals. When a request for an alternate means
of protection has been denied by the enforcing agency,
the applicant may file a written appeal to the State Fire
Marshal for consideration of the applicant s proposal. In
considering such appeal, the State Fire Marshal may
seek the advice of the State Board of Fire Services. The
State Fire Marshal shall, after considering all of the facts
presented, including any recommendations of the State
Board of Fire Services, determine if the proposal is for
the purposes intended, at least equivalent to that speci-
fied in these regulations in quality, strength, effective-
ness, fire resistance, durability, and safety, and shall
transmit such findings and any recommendations to the
applicant and to the enforcing agency.

1.11.3.4 Existing High-Rise Buildings.

1. Complete plans or specifications, or both, shall be
prepared covering all work required by Section 3412
for existing high-rise buildings. Such plans or spec-
ifications shall be submitted to the enforcing agency
having jurisdiction.

2. When new construction is required to conform with
the provisions of these regulations, complete plans
or specifications, or both, shall be prepared in
accordance with the provisions of this subsection.
As used in this section “new construction” is not
intended to include repairs, replacements or minor
alterations which do not disrupt or appreciably add
to or affect the structural aspects of the building.

1.11.3 Construction Documents. In addition to the provisions
of this Section, see Title 24, Part 2, California Building Code,
Appendix Chapter 1, Section 106 for additional requirements.

1.11.3.5 Retention of Plans. Refer to Building Standards
Law, Health and Safety Code Sections 19850 and 19851,
for permanent retention of plans.

1.11.4 Fees.

1.11.3.1 Public Schools. Plans and specifications for the
construction, alteration or addition to any building
owned, leased or rented by any public school district
shall be submitted to the Division of the State Architect.

1.11.3.2 Movable Walls and Partitions. Plans or dia-
grams shall be submitted to the enforcing agency for
approval before the installation of, or rearrangement of,
any movable wall or partition in any occupancy.

Approval shall be granted only if there is no increase in
the fire hazard.

1.11.3.3 New Construction High-Rise Buildings.

1.  Complete plans or specifications, or both, shall be
prepared covering all work required to comply with
new construction high-rise buildings. Such plans
and specifications shall be submitted to the enforc-
ing agency having jurisdiction.

2. All plans and specifications shall be prepared under
the responsible charge of an architect or a civil or
structural engineer authorized by law to develop
construction plans and specifications, or by both
such architect and engineer. Plans and specifica-
tions shall be prepared by an engineer duly quali-
fied in that branch of engineering necessary to
perform such services. Administration of the work
of construction shall be under the charge of the
responsible architect or engineer except that where
plans and specifications involve alterations or
repairs, such work of construction may be adminis-
tered by an engineer duly qualified to perform such
services and holding a valid certificate under Chap-
ter 7 (commencing with Section 65700) of Division
3 of the Business and Professions Code for per-
formance of services in that branch of engineering
in which said plans, specifications and estimates and
work of construction are applicable.

This section shall not be construed as prevent-
ing the design of fire-extinguishing systems by per-
sons holding a C-16 license issued pursuant to
Division 3, Chapter 9, Business and Professions
Code. In such instances, however, the responsibility
charge of this section shall prevail.
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1.11.4.1 Other Fees. Pursuant to Health and Safety Code
Section 13146.2, a city, county, or district which inspects
a hotel, motel, lodging house, or apartment house may
charge and collect a fee for the inspection from the owner
of the structure in an amount, as determined by the city,
county, or district, sufficient to pay its costs of that
inspection.

1.11.4.2 Large Family Day Care. Pursuant to Health
and Safety Code Section 1597.46, Large Family Day-
Care Homes, the local government shall process any
required permit as economically as possible, and fees
charged for review shall not exceed the costs of the
review and permit process.

1.11.4.3 High-Rise. Pursuant to Health and Safety Code
Section 13217, High-Rise Structure Inspection: Fees and
Costs, a local agency which inspects a high-rise structure
pursuant to Health and Safety Code Section 13217 may
charge and collect a fee for the inspection from the owner
of the high-rise structure in an amount, as determined by
the local agency, sufficient to pay its costs of that inspec-
tion.

1.11.4.4 Fire Clearance Preinspection. Pursuant to
Health and Safety Code Section 13235, Fire Clearance
Preinspection, Fee; upon receipt of a request from a
prospective licensee of a community care facility, as
defined in Section 1502, of a residential-care facility for
the elderly, as defined in Section 1569.2, or of a child
day-care facility, as defined in Section 1596.750, the
local fire enforcing agency, as defined in Section 13244,
or State Fire Marshal, whichever has primary jurisdic-
tion, shall conduct a preinspection of the facility prior to
the final fire clearance approval. At the time of the prein-
spection, the primary fire enforcing agency shall price
consultation and interpretation of the fire safety regula-
tions and shall notify the prospective licensee of the facil-
ity in writing of the specific fire safety regulations which
shall be enforced in order to obtain fire clearance
approval. A fee equal to, but not exceeding, the actual
cost of the of the preinspection services may be charged
for the preinspection of a facility.

2022 CALIFORNIA PLUMBING CODE



1.11.4.5 Care Facilities. The primary fire enforcing
agency shall complete the final fire clearance inspection
for a community care facility, residential-care facility for
the elderly, or child day-care facility within 30 days of
receipt of the request for the final inspection, or as of the
date the prospective facility requests the final prelicen-
sure inspection by the State Department of Social Serv-
ices, whichever is later.

Pursuant to Health and Safety Code Section 13235,
a preinspection fee equal to, but not exceeding, the actual
cost of the of the preinspection services may be charged
for the preinspection of a facility.

Pursuant to Health and Safety Code Section 13131.5,
a reasonable final inspection fee, not to exceed the actual
cost of inspection services necessary to complete a final

inspection may be charged for occupancies classified as
residential-care facilities for the elderly (RCFE).

Pursuant to Health and Safety Code Section
1569.84, neither the State Fire Marshal nor any local
public entity shall charge any fee for enforcing fire
inspection regulations pursuant to state law or regula-
tion or local ordinance, with respect to residential-care
facilities for the elderly (RCFE) which service six or
fewer persons.

1.11.4.6 Requests of the Office of the State Fire Mar-
shal. Whenever a local Authority Having Jurisdiction
requests that the State Fire Marshal perform plan review
and/or inspection services related to a building permit,
the applicable fees for such shall be payable to the Office
of the State Fire Marshal.

1.11.5 Inspections. Work performed subject to the provisions
of this code shall comply with the inspection requirements of
Title 24, Part 2, California Building Standards Code, Sec-

tions 109.1, 109.3, 109.3.4, 109.3.5, 109.3.6, 109.3.8,

109.3.9, 109.3.10, 109.5, and 109.6 as adopted by the Office
of the State Fire Marshal.

1.11.5.1 Existing Group I-1 or R Occupancies. Licensed
24-hour care in a Group I-1 or R occupancy in existence
and originally classified under previously adopted state
codes shall be reinspected under the appropriate previ-
ous code, provided there is no change in the use or char-
acter which would place the facility in a different
occupancy group.

1.11.6 Certificate of Occupancy. A Certificate of Occupancy

shall be issued as specified in Title 24, Part 2, California

Building Code, Section 111.

Exception: Certificates of occupancy are not required for

work exempt from permits in accordance with Section 105.2

of the California Building Code.

1.11.7 Temporary Structures and Uses. See Title 24, Part 2,
California Building Code, Section 108.

1.11.8 Service Utilities. See Title 24, Part 2, California Build-
ing Code, Section 112.

1.11.9 Stop Work Order. See Title 24, Part 2, California
Building Code, Section 115.

1.11.10 Unsafe Buildings, Structures, and Equipment. See
Title 24, Part 2, California Building Code, Section 116.

2022 CALIFORNIA PLUMBING CODE

DIVISION | CALIFORNIA ADMINISTRATION

1.11.11 Adopting Agency Identification. The provisions of
this code applicable to buildings identified in this section will
be identified in the Matrix Adoption Tables under the acronym
SFM.

1.12.0 Reserved for the State Librarian.

1.13.0 Department of Water Resources (DWR).

1.13.1 Application — Design standards to safely plumb build-
ings with both potable and recycled water systems.
Enforcing Agency — State or local agency specified by the
applicable provisions of law.

Authority Cited — Water Code Section 13557.

References — Water Code Section 13553.

1.13.2 Adopting Agency Identification. The provisions of this
code applicable to buildings identified in this section will be

identified in the Matrix Adoption Tables under the acronym
DWR.

1.14.0 Reserved for the State Lands Commission.

JULY 1, 2024 SUPPLEMENT 19
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CALIFORNIA PLUMBING CODE. MATRIX ADOPTION TABLE

CHAPTER 2 - DEFINITIONS

(Matrix Adoption Tables are non-regulatory, intended only as an aid to the code user. See Chapter 1 for state agency authority and building applications.)

) BSC- HCD DSA OSHPD
Adopting Agency BSC| g |SFM BSCC | DPH | AGR [DWR|CEC| CA | SL |SLC
1|2 |1-AC|AC|SS|SS/CC|1|1R| 2 |3
Adopt Entire Chapter X X
Adopt Entire Chapter as
amended (amended sections | X XX X X| X |[X X | X
listed below)
ol IIE X X
Chapter/Section
203.0 X | X X X X| X
204.0 X | X
205.0 X | X X X X
206.0 X | X X X X X
207.0 X | X X X X
208.0 X
209.0 X | X X
210.0 X X[ X
211.0 X | X X
214.0 X X
215.0 X | X X
216.0 X X X
217.0 X | X X
218.0 X X
220.0 X | X X X
221.0 X | X X X XX
222.0 X | X X X XX
223.0 X X
225.0 X

This state agency does not adopt sections identified with the following symbol: T
The Office of the State Fire Marshal’s adoption of this chapter or individual sections is applicable to structures regulated by other state agencies pursuant to

Section 1.11.0.

2022 CALIFORNIA PLUMBING CODE
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Downspout. The rain leader from the roof to the building
storm drain, combined building sewer, or other means of dis-
posal located outside of the building. See Conductor and
Leader.

Drain. A pipe that carries waste or waterborne wastes in a
building drainage system.

Drainage System. Includes all the piping within public or
private premises that conveys sewage, storm water, or other
liquid wastes to a legal point of disposal, but does not include
the mains of a public sewer system or a public sewage treat-
ment or disposal plant.

Drinking Fountain. A plumbing fixture connected to the
potable water distribution system and sanitary drainage sys-
tem that provides drinking water in a flowing stream so that
the user can consume water directly from the fixture without
the use of accessories. Drinking fountains should also incor-
porate a bottle filling station and can incorporate a water fil-
ter and a cooling system for chilling the drinking water.

Dry Vent. A vent that does not receive the discharge of any
sewage or waste.

Durham System. Soil or waste system in which all piping
is threaded pipe, tubing, or other such rigid construction,
using recessed drainage fittings to correspond to the types of

piping.

207.0 -E-

Effective Ground-Fault Current Path. An intentionally

constructed, low impedance electrically conductive path

designed and intended to carry current under ground-fault

conditions from the point of a ground fault on a wiring sys-

tem to the electrical supply source and that facilitates the

operation of the overcurrent protective device or ground-fault
| detectors. [NFPA 54:3.3.34]

Effective Opening. The minimum cross-sectional area at
the point of water supply discharge measured or expressed in
terms of (1) diameter of a circle or (2) where the opening is
not circular, the diameter of a circle of equivalent cross-sec-
tional area. (This applies to an air gap).

Emergency Floor Drain. A floor drain that does not
receive discharge from any fixture drain or indirect waste
pipe, and serves to protect from damage where accidental
spills, leaks or fixture backups occur.

Enforcing Agency [BSC, BSC-CG, HCD 1,HCD 2,and
HCD 1-AC]. “Enforcing Agency” is the designated depart-
ment or agency as specified by statute or regulation.
Essentially Nontoxic Transfer Fluid. Essentially non-
toxic at practically nontoxic, Toxicity Rating Class 1 (refer-
ence “Clinical Toxicology of Commercial Products” by
Gosselin, Smith, Hodge, & Braddock).

Exam Room Sink. A sink used in the patient exam room of
a medical or dental office with a primary purpose of the wash-
ing of hands.

Excess Flow Valve (EFV). A valve designed to activate
when the fuel gas passing through it exceeds a prescribed
flow rate. [NFPA 54:3.3.99.3]

2022 CALIFORNIA PLUMBING CODE
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Existing Work. A plumbing system or any part thereof that
has been installed prior to the effective date of this code.
Expansion Joint. A fitting or arrangement of pipe and fit-
tings that permit the contraction and expansion of a piping
system.

Expansion Tank. A vessel used to protect potable water
systems from excessive pressure.

208.0 -F-

F Rating. The time period that the penetration firestop sys-
tem limits the spread of fire through the penetration, where
tested in accordance with ASTM E814 or UL 1479.

Fixture Branch. A water supply pipe between the fixture
supply pipe and the water distribution pipe.

Fixture Drain. The drain from the trap of a fixture to the
junction of that drain with any other drain pipe.

Fixture Fitting. A device that controls and guides the flow
of water.

Fixture Supply. A water supply pipe is connecting the fix-
ture with the fixture branch.

Fixture Unit. A quantity in terms of which the load-produc-
ing effects on the plumbing system of different kinds of
plumbing fixtures are expressed on some arbitrarily chosen
scale.

Flammable Vapor or Fumes. The concentration of flam-
mable constituents in the air that exceeds 25 percent of its
lower flammability limit (LFL).

Flood Hazard Area. The greater of the following two areas:

(1) The area within a floodplain subject to a 1 percent or
greater chance of flooding in any given year.

(2) The area designated as a flood hazard area on a commu-
nity’s flood hazard map, or otherwise legally designated.

Flood Level. See Flooded.

Flood-Level Rim. The top edge of a receptor from which
water overflows.

Flooded. A fixture is flooded where the liquid therein rises
to the flood-level rim.

Flue Collar. That portion of an appliance designed for the
attachment of a draft hood, vent connector, or venting sys-
tem. [NFPA 54:3.3.44]

Flush Tank. A tank located above or integral with water
closets, urinals, or similar fixtures for the purpose of flushing
the usable portion of the fixture.

Flush Valve. A valve located at the bottom of a tank for
flushing water closets and similar fixtures.

Flushometer Tank. A tank integrated within an air accu-
mulator vessel that is designed to discharge a predetermined
quantity of water to fixtures for flushing purposes.
Flushometer Valve. A valve that discharges a predeter-
mined quantity of water to fixtures for flushing purposes and
is actuated by direct water pressure.

FOG Disposal System. A grease interceptor that reduces
nonpetroleum fats, oils, and grease (FOQ) in the effluent by
separation, mass, and volume reduction.
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Food Establishment [DPH]. Any room, building, place or
portion thereof, maintained, used or operated for purpose of
storing, preparing, serving, packaging, transporting, sal-
vaging or otherwise handling food at the retail level.

Fuel Gas. Natural, manufactured liquefied petroleum, or a
mixture of these.

209.0 -G-
Gang or Group Shower. Two or more showers in a com-
mon area.

Gas Piping. An installation of pipe, valves, or fittings that
are used to convey fuel gas, installed on a premise or in a
building, but shall not include:

(1) A portion of the service piping.
(2) An approved piping connection 6 feet (1829 mm) or less

in length between an existing gas outlet and a gas appli-
ance in the same room with the outlet.

Gas Piping System. An arrangement of gas piping or reg-
ulators after the point of delivery and each arrangement of
gas piping serving a building, structure, or premises, whether
individually metered or not.

» | General Anesthesia and Levels of Sedation/Analge-

»

»

»

»

sia.

Deep Sedation/Analgesia. A drug-induced depres-
sion of consciousness during which patients cannot be
easily aroused but respond purposefully following
repeated or painful stimulation. The ability to independ-
ently maintain ventilatory function may be impaired.
Patients may require assistance in maintaining a patent
airway, and spontaneous ventilation may be inadequate.
Cardiovascular function is usually maintained. [NFPA
99:3.3.66.2]

General Anesthesia. A drug-induced loss of con-
sciousness during which patients are not arousable, even
by painful stimulation. The ability to independently
maintain ventilatory function is often impaired. Patients
often require assistance in maintaining a patent airway,
and positive pressure ventilation may be required
because of depressed spontaneous ventilation or drug-
induced depression of neuromuscular function. Cardio-
vascular function may be impaired. [NFPA 99:3.3.66.1]

Minimal Sedation (Anxiolysis). A drug-induced
state during which patients respond normally to verbal
commands. Although cognitive function and coordina-
tion may be impaired, ventilatory and cardiovascular
functions are unaffected. [NFPA 99:3.3.66.4]

Moderate Sedation/Analgesia (Conscious Seda-
tion). A drug-induced depression of consciousness dur-
ing which patients respond purposefully to verbal
commands, either alone or accompanied by light tactile
stimulation. No interventions are required to maintain a
patient airway, and spontaneous ventilation is adequate.
Cardiovascular function is usually maintained. [NFPA
99:3.3.66.3]
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Grade. The slope or fall of a line of pipe in reference to a
horizontal plane. In drainage, it is usually expressed as the
fall in a fraction of an inch (mm) or percentage slope per foot
(meter) length of pipe.

Gravity Grease Interceptor. A plumbing appurtenance or
appliance that is installed in a sanitary drainage system to
intercept nonpetroleum fats, oils, and greases (FOG) from a
wastewater discharge and is identified by volume, 30 minute
retention time, baffle(s), not less than two compartments, a
total volume of not less than 300 gallons (1135 L), and grav-
ity separation. [These interceptors comply with the require-
ments of Chapter 10 or are designed by a registered design
professional.] Gravity grease interceptors are generally
installed outside.

Graywater [BSC-CG & HCD 1]. Pursuant to Health and
Safety Code Section 17922.12, "graywater" means untreated
wastewater that has not been contaminated by any toilet dis-
charge, has not been affected by infectious, contaminated, or
unhealthy bodily wastes, and does not present a threat from
contamination by unhealthful processing, manufacturing, or
operating wastes. "Graywater" includes, but is not limited to,
wastewater from bathtubs, showers, bathroom washbasins,
clothes washing machines, and laundry tubs, but does not
include wastewater from kitchen sinks or dishwashers.

Note: For the purpose of applying the standards contained
in this code, “Graywater” as defined above, has the same

o

meaning as “gray water”, “grey water”, and “greywater”’.

-

~—
Gray Water System [BSC-CG & HCD 1]. A system|| <

designed to collect gray water on-site for reuse or distribution
to an irrigation or disposal field. A gray water system may
include, on-site treated nonpotable water devices or equip-
ment, tanks, valves, filters, pumps or other appurtenances
along with piping and receiving landscape.

Grease Interceptor. A plumbing appurtenance or appli-
ance that is installed in a sanitary drainage system to inter-
cept nonpetroleum fats, oil, and greases (FOG) from a
wastewater discharge.

Grease Removal Device (GRD). A hydromechanical
grease interceptor that automatically, mechanically removes
non-petroleum fats, oils and grease (FOG) from the intercep-
tor, the control of which are either automatic or manually ini-
tiated.

Grounding Electrode. A conducting object through which
a direct connection to earth is established. [NFPA 70:100
(Part I)]

Group Wash Fixture. A lavatory that allows more than one
person to utilize the fixture at the same time. The fixture has
one or more drains and one or more faucets.

210.0 -H-

Handwashing Fixture [OSHPD 1, 2, 3, 4 & 5]. Hand-
washing fixtures consist of faucet, trim and lavatory as
described:

2022 CALIFORNIA PLUMBING CODE
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(1) Faucets and Trim

a. Handwashing fixtures used by medical and nursing
staff, patients, and food handlers shall have fittings
such that all controls can be operated without the
use of hands.

i.  Wrist or elbow blades shall be permitted unless
otherwise noted in Table 4-2.

ii. Blade handles used for this purpose shall be at
least 4 inches (102 mm) in length.

b.  Sensor operated fixtures shall be capable of func-
tioning during loss of normal power.

c.  Faucets shall not be equipped with an aerator but
may be equipped with a non-aerating laminar flow
device.

d.  Faucets shall be equipped with gooseneck spouts. A
gooseneck spout shall be deck or fixture-mounted so
the discharge point of the spout return is at least 10
inches (25.4 mm) above the bottom of the basin. The
water shall not flow directly from the spout into the
drain. The gooseneck spout shall have a 180+/-5
degree return with a constant radius and the outlet
pointing vertically down.

e. Faucets shall be equipped with gooseneck spouts. A
gooseneck spout is a deck or fixture-mounted spout
so the discharge point of the spout return is at least
5 inches (127 mm) above the fixture vim.

(2) Lavatory

a. Shall be designed and installed to prevent splashing
outside of the lavatory.

b.  Shall be well-fitted and sealed to prevent water leaks
onto or into the cabinetry or wall spaces.

¢.  Design of lavatories and cabinetry shall not permit
storage beneath the fixture basin.

d.  Shall be constructed of nonporous material.
Hangers. See Supports.

Health Care Facility’s Governing Body. The person or
persons who have the overall legal responsibility for the oper-
ation of a health care facility. [NFPA 99:3.3.72]

Heat-Fusion Weld Joints. A joint used in some thermo-
plastic systems to connect the pipe to fittings or pipe lengths
directly to one another (butt-fusion). This method of joining
pipe to fittings includes socket-fusion, electro-fusion, and
saddle-fusion. This method of welding involves the applica-
tion of heat and pressure to the components, allowing them to
fuse together forming a bond between the pipe and fitting.
High Hazard. See Contamination.

Horizontal Branch. A drain pipe extending laterally from
soil or waste stack or building drain with or without vertical
sections or branches, which receives the discharge from one
or more fixture drains and conducts it to the soil or waste
stack or the building drain.

Horizontal Pipe. A pipe or fitting that is installed in a hor-
izontal position or which makes an angle of less than 45
degrees (0.79 rad) with the horizontal.

Hot Water. Water at a temperature exceeding or equal to
120°F (49°C).

2022 CALIFORNIA PLUMBING CODE
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House Drain. See Building Drain.
House Sewer. Sce Building Sewer.

Hydromechanical Grease Interceptor. A plumbing
appurtenance or appliance that is installed in a sanitary
drainage system to intercept nonpetroleum fats, oil, and
grease (FOG) from a wastewater discharge and is identified
by flow rate, and separation and retention efficiency. The
design incorporates air entrainment, hydromechanical sepa-
ration, interior baffling, or barriers in combination or sepa-
rately, and one of the following:

(1) External flow control, with an air intake (vent), directly
connected.

(2) External flow control, without air intake (vent), directly
connected.

(3) Without external flow control, directly connected.
(4) Without external flow control, indirectly connected.

These interceptors comply with the requirements of
Table 1014.2.1. Hydromechanical grease interceptors are
generally installed inside.

211.0

Indirect-Fired Water Heater. A water heater consisting of
a storage tank equipped with an internal or external heat
exchanger used to transfer heat from an external source to
heat potable water. The storage tank either contains heated
potable water or water supplied from an external source, such
as a boiler.

Indirect Waste Pipe. A pipe that does not connect directly
to the drainage system but conveys liquid wastes by dis-
charging into a plumbing fixture, interceptor, or receptacle
that is directly connected to the drainage system.
Individual Vent. A pipe installed to vent a fixture trap, and
that connects with the vent system above the fixture served or
terminates in the open air.

Industrial Waste. Liquid or water-borne waste from indus-
trial or commercial processes, except domestic sewage.

Insanitary. A condition that is contrary to sanitary princi-
ples or is injurious to health.

Conditions to which “insanitary” shall apply include the
following:

(1) A trap that does not maintain a proper trap seal.

(2) An opening in a drainage system, except where lawful
that is not provided with an approved liquid-sealed trap.

(3) A plumbing fixture or other waste discharging receptor or
device that is not supplied with water sufficient to flush
and maintain the fixture or receptor in a clean condition.

(4) A defective fixture, trap, pipe, or fitting.

(5) A trap, except where in this code exempted, directly con-
nected to a drainage system, the seal of which is not pro-
tected against siphonage and backpressure by a vent pipe.

(6) A connection, cross-connection, construction, or condi-
tion, temporary or permanent that would permit or make
possible by any means whatsoever for an unapproved
foreign matter to enter a water distribution system used
for domestic purposes.
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(7) The preceding enumeration of conditions to which the
term “insanitary” shall apply, shall not preclude the
application of that term to conditions that are, in fact,
insanitary.

Interceptor (Clarifier). A device designed and installed to

separate and retain deleterious, hazardous, or undesirable

matter from normal wastes and permit normal sewage or lig-
uid wastes to discharge into the disposal terminal by gravity.

Invert. The lowest portion of the inside of a horizontal pipe.

Irrigation Field [BSC-CG & HCD 1]. An intended desti-
nation for gray water in the receiving landscape, including
but not limited to, a drip irrigation system, mulch basin, or
other approved method of dispersal for irrigation purposes.

212.0 -J-

Joint, Brazed. A joint obtained by joining of metal parts
with alloys that melt at temperatures exceeding 840°F
(449°C), but less than the melting temperature of the parts to
be joined.

Joint, Compression. A multipiece joint with cup-shaped
threaded nuts that, when tightened, compress tapered sleeves
so that they form a tight joint on the periphery of the tubing
they connect.

Joint, Flanged. One made by bolting together a pair of
flanged ends.

Joint, Flared. A metal-to-metal compression joint in which
a conical spread is made on the end of a tube that is com-
pressed by a flare nut against a mating flare.

Joint, Mechanical. The general form for gas-tight or liquid-
tight joints obtained by the joining of parts through a positive
holding mechanical construction.

Joint, Press-Connect. A permanent mechanical joint
incorporating an elastomeric seal or an elastomeric seal and
corrosion resistant grip ring. The joint is made with a press-
ing tool and jaw or ring that complies with the manufacturer’s
installation instructions.

Joint, Soldered. A joint obtained by the joining of metal
parts with metallic mixtures or alloys that melt at a tempera-
ture up to and including 840°F (449°C).

Joint, Welded. A gastight joint obtained by the joining of
metal parts in the plastic molten state.

213.0 -K-
No definitions.
214.0 -L-

Labeled. Equipment or materials bearing a label of a listing
agency (accredited conformity assessment body). See Listed
(third-party certified).

[HCD 1 & HCD 2] “Labeled” means equipment or materi-

als to which has been attached a label, symbol or other iden-
tifying mark of an organization, approved by the Department,

that maintains a periodic inspection program of production of
labeled products, installations, equipment, or materials and

38

by whose labeling the manufacturer indicates compliance
with appropriate standards or performance in a specified
manner.

Lavatories in Sets. Two or three lavatories that are served
by one trap.

Lavatory [HCD 1 & HCD 2]. “Lavatory” shall mean a
plumbing fixture used for washing the hands, arms, face and
head.

Leader. An exterior vertical drainage pipe for conveying
storm water from roof or gutter drains. See Downspout.

Limited-Density Owner-Built Rural Dwelling [HCD 1].
“Limited-density owner-built rural dwelling” shall mean any
structure consisting of one or more habitable rooms intended
or designed to be occupied by one family with facilities for
living or sleeping, with use restricted to rural areas desig-

nated by local jurisdiction in compliance with the require-
ments of Health and Safety Code Section 17958.2.

Liquefied Petroleum Gas (LP-Gas) Facilities. Lique-
fied petroleum gas (LP-Gas) facilities include tanks, contain-
ers, container valves, regulating equipment, meters,
appurtenances, or any combination thereof for the storage and
supply of liquefied petroleum gas for a building, structure, or
premises.

Liquid Waste. The discharge from a fixture, appliance, or
appurtenance in connection with a plumbing system that does
not receive fecal matter.

Listed [HCD 1 & HCD 2]. “Listed” means all products that
appear in a list published by an approved testing or listing
agency. For additional information, see Health and Safety
Code Section 17920(h).

Listed (Third-Party Certified). Equipment or materials
included in a list published by a listing agency (accredited
conformity assessment body) that maintains periodic inspec-
tion of current production of listed equipment or materials
and whose listing states either that the equipment or material
complies with approved standards or has been tested and
found suitable for use in a specified manner.

Listing Agency. An agency accredited by an independent
and authoritative conformity assessment body to operate a
material and product listing and labeling (certification) sys-
tem and that are accepted by the Authority Having Jurisdic-
tion, which is in the business of listing or labeling. The system
includes initial and ongoing product testing, a periodic inspec-
tion on current production of listed (certified) products, and
that makes available a published report of such listing in
which specific information is included that the material or
product is in accordance with applicable standards and found
safe for use in a specific manner.

[HCD 1 & HCD 2] “Listing Agency” means an agency
approved by the department that is in the business of listing
and labeling products, materials, equipment, and installa-
tions tested by an approved testing agency, and that main-
tains a periodic inspection program on current production of
listed products, equipment, and installations, and that, at least
annually, makes available a published report of these listings.
For additional information, see Health and Safety Code Sec-
tion 17920(i).
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Plumbing Vent. A pipe provided to ventilate a plumbing
system, to prevent trap siphonage and backpressure, or to
equalize the air pressure within the drainage system.

Plumbing Vent System. A pipe or pipes installed to pro-
vide a flow of air to or from a drainage system or to provide
a circulation of air within such system to protect trap seals
from siphonage and backpressure.

Point-of-Entry, Water Treatment Unit. A device serving
the water distribution system of a building for the purposes of
altering, modifying, adding, or removing minerals, chemi-
cals, contaminants, and suspended solids in the water.

Point-of-Use, Water Treatment Unit. A device serving a
single atmospheric outlet such as a faucet for the purposes of
altering, modifying, adding, or removing any minerals, chem-
icals, contaminants, and suspended solids in water.

Pollution. An impairment of the quality of the potable water
to the degree that does not create a hazard to the public health
but which does adversely and unreasonably affect the aes-
thetic qualities of such potable water for domestic use. Also,
defined as “Low Hazard.”

Potable Water. Water that is satisfactory for drinking, culi-
nary, and domestic purposes and that meets the requirements
of the Health Authority Having Jurisdiction.

PP. Polypropylene.

Pre-fabricated Shower Enclosure. A factory-assembled
watertight structure with enclosing walls, a drain, and door
or open access way.

Pressure. The normal force exerted by a homogeneous lig-
uid or gas, per unit of area, on the wall of the container.

Residual Pressure. The pressure available at the fix-
ture or water outlet after allowance is made for pressure
drop due to friction loss, head, meter, and other losses in
the system during maximum demand periods.

Static Pressure. The pressure is existing without any
flow.

Pressure-Balancing Valve. A mixing valve that senses
incoming hot and cold water pressures and compensates for
fluctuations in either to stabilize outlet temperature.

Pressure-Lock-Type Connection. A mechanical con-
nection that depends on an internal retention device to prevent
pipe or tubing separation. The connection is made by inserting
the pipe or tubing into the fitting to a prescribed depth.

Privacy Compartment. [BSC & DSA-SS] A compartment
enclosing a water closet or urinal provided with floor-to-ceil-
ing pre-manufactured panels, continuous brackets at abutting
panels, and a floor-to-ceiling door with continuous hinges and
full height astragals. Privacy compartments may also be con-
structed with full-height walls and door with head jamb casing.

Private or Private Use. Applies to plumbing fixtures in
residences and apartments, to private bathrooms in hotels,
hospitals, and health care facilities, and to restrooms in com-
mercial establishments where the fixtures are intended for the
use of a family or an individual.

Private Sewage Disposal System. A septic tank with the
effluent discharging into a subsurface disposal field, into one or
more seepage pits, or into a combination of subsurface disposal
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field and seepage pit or of such other facilities as may be per-
mitted under the procedures set forth elsewhere in this code.

Private Sewer. A building sewer that receives the discharge
from more than one building drain and conveys it to a public
sewer, private sewage disposal system, or another point of
disposal.

Proportioning System for Medical Air USP. A central
supply that produces medical air (USP) reconstituted from
oxygen USP and nitrogen NF by means of a mixer or blender.
[NFPA 99:3.3.102.1]

Public or Public Use. Applies to plumbing fixtures that
are not defined as private or private use.

Public Sewer. A common sewer directly controlled by pub-
lic authority.

Public Water System. A system for the provision to the
public of water for human consumption through pipes or
other constructed conveyances, if such system has at least fif-
teen service connections or regularly serves an average of
twenty-five individuals daily for at least 60 days per year.

Push Fit Fitting. A mechanical fitting where the connec-
tion is assembled by pushing the tube or pipe into the fitting
and is sealed with an o-ring.

PVC. Polyvinyl Chloride.
PVDF. Polyvinylidene Fluoride.

219.0 -Q-

Quick-Disconnect Device. A hand-operated device that
provides a means for connecting and disconnecting a hose to
a water supply, and that is equipped with a means to shut off
the water supply when the device is disconnected.

Quick-Disconnect Device (Fuel Gas). A hand-operated
device that provides a means for connecting and disconnect-
ing an appliance or an appliance connector to a gas supply, and
that is equipped with an automatic means to shut off the gas
supply when the device is disconnected. [NFPA 54:3.3.28.3]

220.0 -R-
Rainwater [BSC-CG & HCD 1]. Precipitation on any pub-

lic or private parcel that has not entered an offsite storm drain
system or channel, a flood control channel, or any other stream
channel, and has not previously been put to beneficial use.

Rainwater Catchment System [BSC-CG & HCD 1]. A

facility designed to capture, retain, and store rainwater flow-
ing off a building, parking lot, or any other manmade imper-
vious surface for subsequent onsite use. Rainwater catchment
system is also known as “Rainwater Harvesting System” or
“Rainwater Capture System.”

Rainwater Storage Tank. The central component of the
rainwater catchment system. Also, known as a cistern or rain
barrel.

Receiving Landscape [BSC-CG & HCD 1]. Includes

features such as soil, basins, swales, mulch, and plants.

Receptor. An approved plumbing fixture or device of such
material, shape, and capacity as to adequately receive the dis-
charge from indirect waste pipes, so constructed and located
as to be readily cleaned.
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»Reclaimed (Recycled) Water [BSC-CG, HCD 1 &

DWRY]. Nonpotable water that meets California State Water
Resources Control Board statewide uniform criteria for dis-
infected tertiary recycled water. Reclaimed (recycled) water
is also known as “recycled water” or “reclaimed water”.

Recycled Water Supply System. [DWR] The building
supply pipe, the water distribution pipes, and the necessary
connecting pipes, fittings, control valves, backflow preven-
tion devices, and all appurtenances carrying or supplying
reclaimed (recycled) water in or adjacent to the building or
within the premises.

Registered Design Professional. An individual who is
registered or licensed by the laws of the state to perform such
design work in the jurisdiction.

Regulating Equipment. Includes valves and controls used
in a plumbing system that is required to be accessible or read-
ily accessible.

Relief Vent. A vent, the primary function of which is to pro-
vide circulation of air between drainage and vent systems or
to act as an auxiliary vent on a specially designed system.

Remote Outlet. Where used for sizing water piping, it is
the furthest outlet dimension, measuring from the meter,
either the developed length of the cold-water piping or
through the water heater to the furthest outlet on the hot-water
piping.

Rim. See Flood-Level Rim.

Riser. A water supply pipe that extends vertically one full
story or more to convey water to branches or fixtures.

Roof Drain. A drain installed to receive water collecting on
the surface of a roof and to discharge it into a leader, down-
spout, or conductor.

Roof Washer. A device or method for removal of sediment
and debris from a collection surface by diverting initial rain-
fall from entry into the cistern(s). Also, known as a first flush
device.

Roughing-In. The installation of all parts of the plumbing
system that can be completed prior to the installation of fix-
tures. This includes drainage, water supply, gas piping, vent
piping, and the necessary fixture supports.

221.0 -S-
Sand Interceptor. Sce Interceptor (Clarifier).

Scavenging. Evacuation of exhaled mixtures of oxygen and
nitrous oxide. [NFPA 99:3.3.159]

Scrub Sink [OSHPD 1,2,3,4 & 5]. Is a sink used to wash
and scrub the hands and arms during the septic preparation
for surgery and equipped with a supply spout and controls as
required for a handwashing fixture. Sensor operated fixtures
shall be capable of functioning during loss of normal power.

SDR. An abbreviation for “standard dimensional ratio,”
which is the specific ratio of the average specified outside
diameter to the minimum wall thickness for outside controlled
diameter plastic pipe.
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Seam, Welded. Sce Joint, Welded.

Seepage Pit. A lined excavation in the ground which
receives the discharge of a septic tank so designed as to per-
mit the effluent from the septic tank to seep through its bot-
tom and sides.

Septic Tank. A watertight receptacle that receives the dis-
charge of a drainage system or part thereof, designed and con-
structed so as to retain solids, digest organic matter through
a period of detention, and allow the liquids to discharge into
the soil outside of the tank through a system of open joint pip-
ing or a seepage pit meeting the requirements of this code.

Service Piping. The piping and equipment between the
street gas main and the gas piping system inlet that is installed
by, and is under the control and maintenance of, the serving
gas supplier.

Sewage. Liquid waste containing animal or vegetable mat-
ter in suspension or solution and that may include liquids con-
taining chemicals in solution.

Sewage Ejector. A device for lifting sewage by entraining
it on a high-velocity jet stream, air, or water.

Sewage Pump. A permanently installed mechanical device,
other than an ejector, for removing sewage or liquid waste
from a sump.

Shall. Indicates a mandatory requirement.

Shielded Coupling. An approved elastomeric sealing gas-
ket with an approved outer shield and a tightening mecha-
nism.

Shock Arrester. Sece Water Hammer Arrester.

Should. Indicates a recommendation or that which is
advised but not required.

Simple System [BSC-CG & HCD 1]. A gray water system
serving one-and two-family dwellings, townhouses, or other
occupancies with a discharge of 250 gallons (947 L) per day
or less. Simple systems exceed a clothes washer system.

Size and Type of Tubing. See Diameter.

Slip Joint. An adjustable tubing connection, consisting of a
compression nut, a friction ring, and a compression washer,
designed to fit a threaded adapter fitting or a standard taper
pipe thread.

Slope. Sce Grade.

Soil Pipe. A pipe that conveys the discharge of water clos-
ets, urinals, clinical sinks, or fixtures having similar functions
of collection and removal of domestic sewage, with or with-
out the discharge from other fixtures to the building drain or
building sewer.

Special Wastes. Wastes that require some special method
of handling, such as the use of indirect waste piping and
receptors, corrosion-resistant piping, sand, oil or grease inter-
ceptors, condensers, or other pretreatment facilities.

Stack. The vertical main of a system of soil, waste, or vent
piping extending through one or more stories.

Stack Vent. The extension of soil or waste stacks above the
highest horizontal drain connected to the stack.
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305.0 Damage to Drainage System or Public Sewer.

305.1 Unlawful Practices. It shall be unlawful for a per-
son to deposit, by any means whatsoever, into a plumbing fix-
ture, floor drain, interceptor, sump, receptor, or device, which
is connected to a drainage system, public sewer, private
sewer, septic tank, or cesspool, any ashes; cinders; solids;
rags; inflammable, poisonous, or explosive liquids or gases;
oils; grease; or any other thing whatsoever that is capable of
causing damage to the drainage system or public sewer.

306.0 Industrial Wastes.

306.1 Detrimental Wastes. Wastes detrimental to the pub-
lic sewer system or detrimental to the functioning of the
sewage treatment plant shall be treated and disposed of as
found necessary and directed by the Authority Having Juris-
diction.

306.2 Safe Discharge. Sewage or other waste from a
plumbing system that is capable of being deleterious to sur-
face or subsurface waters shall not be discharged into the
ground or a waterway unless it has first been rendered safe
by some acceptable form of treatment in accordance with the
Authority Having Jurisdiction.

307.0 Location.

307.1 System. Except as otherwise provided in this code,
no plumbing system, drainage system, building sewer, pri-
vate sewage disposal system, or parts thereof shall be located
in a lot other than the lot that is the site of the building, struc-
ture, or premises served by such facilities.

307.2 Ownership. No subdivision, sale, or transfer of own-
ership of existing property shall be made in such manner that
the area, clearance, and access requirements of this code are
decreased.

308.0 Improper Location.

308.1 General. Piping, fixtures, or equipment shall not be
so located as to interfere with the normal use thereof or with
the normal operation and use of windows, doors, or other
required facilities.

309.0 Workmanship.

309.1 Engineering Practices. Design, construction, and
workmanship shall be in accordance with accepted engineer-
ing practices and shall be of such character as to secure the
results sought to be obtained by this code.

309.2 Concealing Imperfections. It is unlawful to con-
ceal cracks, holes, or other imperfections in materials by
welding, brazing, or soldering or by using therein or thereon
paint, wax, tar, solvent cement, or other leak-sealing or repair
agent.

309.3 Burred Ends. Burred ends of pipe and tubing shall
be reamed to the full bore of the pipe or tube, and chips shall
be removed.
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309.4 Installation Practices. Plumbing systems shall be
installed in a workmanlike manner which is in accordance
with this code, applicable standards, and the manufacturer’s
installation instructions. All materials shall be installed so as
not to adversely affect the systems and equipment or the
structure of the building, and in compliance with all laws and
other provisions of this code. All plumbing systems shall be
in accordance with construction documents approved by the
Authority Having Jurisdiction.

309.5 Sound Transmission. Plumbing piping systems
shall be designed and installed in conformance with sound
limitations as required in the California Building Code.

309.6 Dead Legs. Dead legs shall have a method of flush-
ing.

310.0 Prohibited Fittings and Practices.

310.1 Fittings. No double hub fitting, single or double tee
branch, single or double tapped tee branch, side inlet quarter
bend, running thread, band, or saddle shall be used as a
drainage fitting, except that a double hub sanitary tapped tee
shall be permitted to be used on a vertical line as a fixture
connection.

310.2 Drainage and Vent Piping. No drainage or vent
piping shall be drilled and tapped for the purpose of making
connections thereto, and no cast-iron soil pipe shall be
threaded.

310.3 Waste Connection. No waste connection shall be
made to a closet bend or stub of a water closet or similar fixture.

310.4 Use of Vent and Waste Pipes. Except as here-
inafter provided in Section 908.0 through Section 911.0, no
vent pipe shall be used as a soil or waste pipe, nor shall a soil
or waste pipe be used as a vent. Also, single-stack drainage
and venting systems with unvented branch lines are prohib-
ited.

310.5 Obstruction of Flow. No fitting, fixture and piping
connection, appliance, device, or method of installation that
obstructs or retards the flow of water, wastes, sewage, or air
in the drainage or venting systems, in an amount exceeding
the normal frictional resistance to flow, shall be used unless
it is indicated as acceptable in this code or is approved in
accordance with Section 301.2 of this code. The enlargement
of'a 3 inch (80 mm) closet bend or stub to 4 inches (100 mm)
shall not be considered an obstruction.

310.6 Dissimilar Metals. Except for necessary valves,
where intermembering or mixing of dissimilar metals occurs,
the point of connection shall be confined to exposed or acces-
sible locations.

310.7 Direction of Flow. Valves, pipes, and fittings shall
be installed in correct relationship to the direction of flow.
310.8 Screwed Fittings. Screwed fittings shall be ABS,
cast-iron, copper, copper alloy, malleable iron, PVC, steel, or
other approved materials. Threads shall be tapped out of solid
metal or molded in solid ABS or PVC.

310.9 [OSHPD 1, 2, 3, 4 & 5] Drainage piping over oper-
ating and delivery rooms, nurseries, food preparation cen-
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ters, food-serving facilities, food storage areas, compound-
ing ante and buffer rooms and other sensitive areas shall be
kept to a minimum and shall not be exposed. Special precau-
tions shall be taken to protect these areas from possible leak-
age from necessary overhead drainage piping systems. Piping
over switchboards, panel boards, and motor control centers
are subject to restrictions of the California Electrical Code
where applicable.

310.10 [OSHPD 1, 3,4 & 5] Floor drains, waste traps, san-
itary drainage cleanouts and handwashing fixtures shall not
be installed in operating and delivery rooms. Floor drains
with self-priming traps may be installed in cystoscopic rooms.
Floor drains shall not be installed in compounding buffer or
ante rooms.

310.11 [SFM] For applications listed in Section 1.11.0 regu-
lated by the Office of the State Fire Marshal, plastic piping shall
not be exposed as a portion of the interior room finish in a build-
ing or structure if the piping has a flame-spread rating exceed-
ing 75 when tested in accordance with ASTM E84-77a, “Test for
Surface Burning Characteristics of Building Materials.”

310.12 [OSHPD 1, 2, 4 & 5] Services/Systems and Util-
ities. Refer to Sections 1224.4.1, 1225.2.1 and 1228.4.1.1, Cal-
ifornia Building Code.

310.13 Telephone and Data Equipment Rooms
[OSHPD 1, 4 & 5]. Where telecommunications service
entrance rooms, technology equipment centers, or technology
distribution rooms are provided in accordance with Section
1224.5 of the California Building Code, plumbing equipment
and fixtures that are not directly related to the support of the
room shall not be installed in or pass through the room.

311.0 Independent Systems.

311.1 General. The drainage system of each new building
and new work installed in an existing building shall be sepa-
rate and independent from that of any other building, and,
where available, every building shall have an independent
connection with a public or private sewer.

Exception: Where one building stands in the rear of another
building on an interior lot, and no private sewer is available or
can be constructed to the rear building through an adjoining
court, yard, or driveway, the building drain from the front
building shall be permitted to be extended to the rear building.

Note: Accessory dwelling units are not required to have inde-
pendent service utility (drainage) connections provided they
meet the specific requirements in Government Code Section
65852.2.

312.0 Protection of Piping, Materials, and Structures.

312.1 General. Piping passing under or through walls shall
be protected from breakage. Piping passing through or under
cinders or other corrosive materials shall be protected from
external corrosion in an approved manner. Approved provi-
sions shall be made for expansion of hot water piping. Voids
around piping passing through concrete floors on the ground
shall be sealed.
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312.2 Installation. Piping in connection with a plumbing
system shall be so installed that piping or connections will
not be subject to undue strains or stresses, and provisions shall
be made for expansion, contraction, and structural settlement.
No plumbing piping shall be directly embedded in concrete or
masonry. No structural member shall be seriously weakened
or impaired by cutting, notching, or otherwise, as defined in
the California Building Code or California Residential Code.

312.3 Building Sewer and Drainage Piping. No build-
ing sewer or other drainage piping or part thereof, constructed
of materials other than those approved for use under or within
a building, shall be installed under or within 2 feet (610 mm)
of a building or structure, or less than 1 foot (305 mm) below
the surface of the ground.

312.4 Corrosion, Erosion, and Mechanical Damage.
Piping subject to corrosion, erosion, or mechanical damage
shall be protected in an approved manner.

312.5 Protectively Coated Pipe. Protectively coated pipe
or tubing shall be inspected and tested, and a visible void,
damage, or imperfection to the pipe coating shall be repaired
in an approved manner.

312.6 Freezing Protection. No water, soil, or waste pipe
shall be installed or permitted outside of a building, in attics or
crawl spaces, or in an exterior wall unless, where necessary,
adequate provision is made to protect such pipe from freezing.

312.7 Fire-Resistant Construction. Piping penetrations
of fire-resistance-rated walls, partitions, floors, floor/ceiling
assemblies, roof/ceiling assemblies, or shaft enclosures shall
be protected in accordance with the requirements of the Cal-
ifornia Building Code or California Residential Code.

312.8 Waterproofing of Openings. Joints at the roof
around pipes, ducts, or other appurtenances shall be made
watertight by the use of lead, copper, galvanized iron, or other
approved flashings or flashing material. Exterior wall open-
ings shall be made watertight. Counterflashing shall not
restrict the required internal cross-sectional area of the vent.

312.9 Steel Nail Plates. Plastic and copper or copper alloy
piping penetrating framing members to within 1 inch (25.4
mm) of the exposed framing shall be protected by steel nail
plates not less than No. 18 gauge (0.0478 inches) (1.2 mm) in
thickness. The steel nail plate shall extend along the framing
member not less than 1'% inches (38 mm) beyond the outside
diameter of the pipe or tubing.

Exception: See Section 1210.4.3.

312.10 Sleeves. Sleeves shall be provided to protect pip-
ing through concrete and masonry walls, and concrete floors.

Exception: Sleeves shall not be required where openings are
drilled or bored.

312.10.1 Building Loads. Piping through concrete or
masonry walls shall not be subject to a load from build-
ing construction.

312.10.2 Exterior Walls. In exterior walls, annular
space between sleeves and pipes shall be sealed and
made watertight, as approved by the Authority Having
Jurisdiction. A penetration through fire-resistive con-
struction shall be in accordance with Section 312.7.
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reducer or adapter from cast-iron drainage pipe to iron pipe
size (IPS) pipe.

317.0 Food-Handling Establishments.

317.1 General. Food or drink shall not be stored, prepared,
or displayed beneath soil or drain pipes unless those areas are
protected against leakage or condensation from such pipes
reaching the food or drink as described below. Where build-
ing design requires that soil or drain pipes be located over
such areas, the installation shall be made with the least pos-
sible number of joints and shall be installed to connect to the
nearest adequately sized vertical stack with the provisions as
follows:

(1) Openings through floors over such areas shall be sealed
watertight to the floor construction.

(2) Floor and shower drains installed above such areas shall
be equipped with integral seepage pans.

(3) Soil or drain pipes shall be of an approved material as
listed in Chapter 17 and Section 701.2. Materials shall
comply with established standards. Cleanouts shall be
extended through the floor construction above.

(4) Piping subject to operation at temperatures that will form
condensation on the exterior of the pipe shall be ther-
mally insulated.

(5) Where pipes are installed in ceilings above such areas,
the ceiling shall be of the removable type or shall be pro-
vided with access panels to form a ready access for
inspection of piping.

318.0 Test Gauges.

318.1 General. Tests in accordance with this code, which
are performed utilizing dial gauges, shall be limited to gauges
having the following pressure graduations or incrementations.
318.2 Pressure Tests (10 psi or less). Required pres-
sure tests of 10 pounds-force per square inch (psi) (69 kPa) or
less shall be performed with gauges of 0.10 psi (0.69 kPa)
incrementation or less.

318.3 Pressure Tests (greater than 10 psi to 100 psi).
Required pressure tests exceeding 10 psi (69 kPa) but less
than or equal to 100 psi (689 kPa) shall be performed with
gauges of 1 psi (7 kPa) incrementation or less.

318.4 Pressure Tests (exceeding 100 psi). Required
pressure tests exceeding 100 psi (689 kPa) shall be performed
with gauges incremented for 2 percent or less of the required
test pressure.

318.5 Pressure Range. Test gauges shall have a pressure
range not exceeding twice the test pressure applied.

319.0 [Not permitted for OSHPD 1,2, 3,4 & 5] Medical
Gas and Vacuum Systems.

319.1 General. Such piping shall be in accordance with the
requirements of Chapter 13. The Authority Having Jurisdic-
tion shall require evidence of the competency of the installers
and verifiers.
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320.0 Rehabilitation of Piping Systems.

320.1 General. Where pressure piping systems are rehabil-
itated using an epoxy lining system, it shall be in accordance
with ASTM F2831.

321.0 Essential Plumbing Provisions. [OSHPD 1,2, 3
(Surgical Clinics), 4 & 5] During periods of power out-
ages essential electrical power shall be provided for the fol-
lowing equipment:

(1) Domestic water booster pumps.

(2) Domestic hot water circulating pumps.

(3) Sewage ejector pumps.

(4) Sump pumps and drainage pumps.

(5) Domestic water heating equipment and their controls.
(6) Fuel pumps.

(7) Grease removal devices requiring electrical power.

(8) Domestic hot water high temperature alarm. Il

322.0 Psychiatric Services [OSHPD 1, 2, 4 & 5]. For
projects associated with provision of psychiatric services in
acute psychiatric hospitals, general acute care hospitals, and
special treatment program service units in skilled nursing
facilities, special design considerations for injury and suicide
prevention shall be given to shower, bath, toilet, and sink
plumbing fixtures. Shower heads shall be of flush-mounted
design to minimize anchor points.

323.0 Plumbing Equipment Schedules. [OSHPD 1, 2,
3, 4 & 5] Plumbing equipment schedules shall clearly indi-
cate which equipment will be on essential power or appro-
priate special seismic certifications.
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CALIFORNIA PLUMBING CODE — MATRIX ADOPTION TABLE
CHAPTER 4 - PLUMBING FIXTURES AND FIXTURE FITTINGS
(Matrix Adoption Tables are non-regulatory, intended only as an aid to the code user. See Chapter 1 for state agency authority and building applications.)

) BSC- HCD DSA OSHPD
Adopting Agency BSC| g | SFM BSCC | DPH | AGR |DWR|CEC| CA |SL |SLC
1/2|1-AC|AC|SS|SS/CC|1|1R|2 |3 |4 |5
Adopt Entire Chapter X
Adopt Entire Chapter as
amended (amended sections | X X | X X| X |[X X XXX X | X X
listed below)
b e seions | x X x
Chapter/Section
Note Under Title X
401.3 X X X X |X X XX X
403.1 X
403.2 X
403.3 X
407.2 X
407.2.1 X
407.2.2 X
407.2.3 X | X
407.2.4 X
407.2.4.1 X X| X
408.2 X
408.2.1 X X| X
408.2.2 X X| X
408.5 X | X X| X
408.6 & Exception 1 X X
411.2 X | X X| X
411.2.2 X | X
411.2.2.1 X X| X X
411.2.3 X | X
411.2.4 X X| X X
412.1 X | X X| X
412.1.1 X X| X
412.1.2 X X| X
412.1.3 X X | X X| X
412.1.4.1 X
413.2 X XX XX
415.1 X
417.1.1 X X| X
417.1.2 X X| X
420.2.1 X X| X
420.2.2 X
420.3.1 X X | X X
||422.1 X X X x| |[X|x[x|x
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CALIFORNIA PLUMBING CODE — MATRIX ADOPTION TABLE
CHAPTER 4 - PLUMBING FIXTURES AND FIXTURE FITTINGS (continued)
(Matrix Adoption Tables are non-regulatory, intended only as an aid to the code user. See Chapter 1 for state agency authority and building applications.)

BSC- HCD DSA OSHPD
Adopting Agency BSC| g | SFM BSCC | DPH | AGR [DWR|CEC| CA | SL |SLC

112 |1-AC |AC|SS|SS/CC|1|1R| 2|3 |4 5

Adopt Entire Chapter X

Adopt Entire Chapter as
amended (amended sections | X XX X X |[X XXX X X | X X
listed below)

Adopt only those sections
that are listed below

Chapter/Section
Table 422.1 X XX X [ X|X| X |X X[ X[X|X
422.1.1 X X
422.1.3 X
422.1.4 X X[ X[X|X
422.2 T F
422.2 Exceptions X X + Flylelt
422.3.1 & Exception
422.4 Tt LR R
422.5 +
422.6 X
422.7 X
422.8 X
422.9 X
Table 4-1 X X| X
Table 4-2 X X[ X[X|X
Table 4-3 X
Table 4-4 X

This state agency does not adopt sections identified with the following symbol: ¥
The Office of the State Fire Marshal’s adoption of this chapter or individual sections is applicable to structures regulated by other state agencies pursuant to
Section 1.11.0.
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419.2 Drainage Connection. Approved wye or other
directional-type branch fittings shall be installed in continu-
ous wastes connecting or receiving the discharge from a food
waste disposer. No dishwasher drain shall be connected to a
sink tailpiece, continuous waste, or trap on the discharge side
of a food waste disposer.

419.3 Water Supply. A cold water supply shall be provided
for food waste disposers. Such connection to the water sup-
ply shall be protected by an air gap or backflow prevention
device in accordance with Section 603.2.

420.0 Sinks.

420.1 Application. Sinks shall comply with ASME
A112.19.1/CSA B45.2, ASME A112.19.2/CSA B45.1,
ASME A112.19.3/CSA B45.4, CSA B45.5/IAPMO Z124,
CSA B45.8/TAPMO Z403, or CSA B45.12/TAPMO Z402.
Moveable sink systems shall comply with ASME
A112.19.12. Sink assemblies with automatic soap dispensers,
faucets, or hand dryers shall comply with IAPMO IGC 127.

420.2 Water Consumption. Sink faucets shall have a max-
imum flow rate of not more than 2.2 gpm at 60 psi (8.3 L/m
at 414 kPa).

Exceptions:

(1) Clinical sinks
(2) Laundry trays
(3) Service sinks

420.2.1 Kitchen Faucets [BSC-CG, DSA-SS &
DSA-SS/CC]. Kitchen faucets shall have a maximum
flow rate of not more than 1.8 gallons (6.81 L) per minute
at 60 psi. Kitchen faucets may temporarily increase the
flow above the maximum rate, but not to exceed 2.2 gal-
lons (8.3 L) per minute at 60 psi, and must default to a
maximum flow rate of 1.8 gallons (6.81 L) per minute at
60 psi in compliance with Chapter 5, Division 5.3 of the
California Green Building Standards Code (CALGreen).

420.2.2 Kitchen Faucets [HCD 1]. The maximum flow
rate of kitchen faucets shall not exceed 1.8 gallons (6.81
L) per minute at 60 psi. Kitchen faucets may temporarily
increase the flow above the maximum rate, but not to
exceed 2.2 gallons (8.32 L) per minute at 60 psi, and must
default to a maximum flow rate of 1.8 gallons (6.81 L) per
minute at 60 psi in compliance with Chapter 4, Division
4.3 or Chapter 5, Division 5.3 of the California Green
Building Standards Code (CALGreen), as applicable.

Note: Where faucets meeting the maximum flow rate of
1.8 gpm (6.81 L) are unavailable, aerators or other
means may be used to achieve reduction.

420.3 Pre-Rinse Spray Valve. Commercial food service
pre-rinse spray valves shall have a maximum flow rate of 1.6
gallons per minute (gpm) at 60 pounds-force per square inch
(psi) (6.0 L/m at 414 kPa) and shall be equipped with an inte-
gral automatic shutoff.

420.3.1 Pre-Rinse Spray Valves. [BSC-CG, DSA-
SS, HCD 1 & HCD 2] When installed, shall meet the
requirements in the California Code of Regulations, Title
20 (Appliance Efficiency Regulations), Section
1605.1(h)(4) Table H-2, Section 1605.3(h)(4)(A), and
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Section 1607(d)(7), and shall be equipped with an inte-
gral automatic shutoff.

FOR REFERENCE ONLY: The following table and code
section have been reprinted from the California Code of
Regulations, Title 20 (Appliance Efficiency Regulations),

Section 1605.1(h)(4) and Section 1605.3(h)(4)(A).

TABLE H-2
STANDARDS FOR COMMERCIAL PRE-RINSE SPRAY VALVES
MANUFACTURED ON OR AFTER JANUARY 28, 2019.

PRODUCT CLASS MAXIMUM FLOW
(spray force in ounce force (ozf)) RATE (gpm)
Product Class 1 (<5.0 ozf) 1.00
Product Class 2 (> 5.0 ozf and < 8.0 ozf) 1.20
Product Class 3 (> 8.0 ozf) 1.28

Title 20 Section 1605.3(h)(4)(A): Commercial pre-rinse
spray valves manufactured on or after January 1, 2006,
shall have a minimum spray force of not less than 4.0

ounces-force (ozf) [113 grams-force (gf)].

420.4 Waste Outlet. Kitchen and laundry sinks shall have
a waste outlet and fixture tailpiece not less than 14 inches
(40 mm) in diameter. Service sinks shall have a waste outlet
and fixture tailpiece not less than 2 inches (50 mm) in diam-
eter. Fixture tailpieces shall be constructed from the materi-
als specified in Section 701.2 for drainage piping. Waste
outlets shall be provided with an approved strainer.

421.0 Floor Sinks.

421.1 Application. Floor sinks shall comply with ASME
Al12.6.7.

421.2 Strainers. The waste outlet of a floor sink shall be
provided with an approved strainer or grate that is removable
and accessible.

422.0 Minimum Number of Required Fixtures.

422.1 Fixture Count. Plumbing fixtures shall be provided
for the type of building occupancy and in the minimum num-
ber shown in Table 422.1. The total occupant load and occu- ||
pancy classification shall be determined in accordance with
the California Building Code. Occupancy classification not
shown in Table 422.1 shall be considered separately by the
Authority Having Jurisdiction.

[OSHPD 1, 2, 3,4 & 5] Plumbing fixtures shall be provided ||
in the minimum number shown in Table 4-2.

Exception: [BSC, DSA-SS & DSA-SS/CC] Using occu-
pancy classification, described as function of space, deter-
mine occupant load factor from Table 4-1 Occupant Load
Factor, of this chapter.

422.1.1 Fixture Calculations. The minimum number||
of fixtures shall be calculated at 50 percent male and 50
percent female based on the total occupant load. Where
information submitted indicates a difference in the dis-
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tribution of the sexes such information shall be used to
determine the number of fixtures for each sex. Once the
occupancy load and occupancy are determined, Table
422.1 shall be applied to determine the minimum num-
ber of plumbing fixtures required. Where applying the
fixture ratios in Table 422.1 results in fractional num-
bers, such numbers shall be rounded to the next whole
number. For multiple occupancies, fractional numbers
shall be first summed and then rounded to the next whole
number. [BSC & DSA-SS] For toilet facilities designed
for use by all genders, the minimum number of fixtures
shall be the aggregate calculated at 50 percent female
and 50 percent male in accordance with Table 422.1.
Where multi-user all-gender facilities are provided in
lieu of, or in addition to, separate men's and women's
facilities, the total number of fixtures collectively shall
be used to determine the number of fixtures provided in
an occupancy. The substitution of a water closet for each
urinal shall be permitted provided the total number of
fixtures installed complies with Table 422.1.

422.1.2 Family or Assisted-Use Toilet and
Bathing Facilities. Where family or assisted-use toilet
and bathing rooms are required, in applicable building
regulations, the facilities shall be installed in accordance
with those regulations.

422.1.3 [DSA-AC] Effective January 1, 1990, in new
construction and those existing facilities which occu-
pancy type are listed in Tables 422.1 and 4-4 for public
use, which apply for permit to undertake construction,
structural alterations, repairs or improvement which
exceed 50 percent of the square footage of the entire
facility, shall install water closets, urinals, lavatories and
drinking fountains as stipulated in Tables 422.1 and 4-4
for public use. Community and/or municipal parks with
a bleacher capacity not exceeding 500 seats shall be
exempt from the requirements of this section and Tables
422.1 and 4-4. Each bathroom shall comply with Part 2,
Chapter 114 and 11B of the California Building Code.

422.1.4 [OSHPD 1,2, 3,4 & 5] OSHPD facilities shall
also comply with requirements of the California Building
Code, Sections 1224, 1225, 1226, 1227 and 1228.

422.2 Separate Facilities. Separate toilet facilities shall
be provided for each sex.

Exceptions [Not adopted for OSHPD 1,2, 3,4 & 5]:
(1) Residential installations.

(2) In occupancies with a total occupant load of 10 or less,
including customers and employees, one toilet facility,
designed for use by no more than one person at a time,
shall be permitted for use by both sexes.

(3) Inbusiness and mercantile occupancies with a total occu-

pant load of 50 or less including customers and employees,

one toilet facility, designed for use by no more than one
person at a time, shall be permitted for use by both sexes.

(4) [BSC & DSA-SS] Separate facilities shall not be required
where rooms have fixtures designed for use by all genders
and the water closets are installed in privacy compart-
ments. Urinals, when installed, shall be located in a pri-
vacy compartment or separate private area. Each
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compartment door shall be lockable from the inside of the
compartment, with a door locking device that is readily
distinguishable as locked from the outside of the com-
partment. Privacy compartments and doors which are not
full height or floor to ceiling may be permitted by the
enforcing agency.

422.2.1 Single Use Toilet Facilities. Single use toi-
let facilities and family or assisted use toilet facilities
shall be identified with signage indicating use by either
sex.

422.2.2 Family or Assisted-Use Toilet Facilities.
Where a separate toilet facility is required for each sex,
and each toilet facility is required to have only one water
closet, two family or assisted-use toilet facilities shall be
permitted in place of the required separate toilet facilities.

422.3 Fixture Requirements for Special Occupan-
cies. Additional fixtures shall be permitted to be required
where unusual environmental conditions or referenced activ-
ities are encountered. In food preparation areas, fixture
requirements shall be permitted to be dictated by health
codes.

422.3.1 [OSHPD 1, 2, 3, 4 & 5] Separate toilet facili-
ties shall be provided for the use of patients, staff per-
sonnel and visitors.

Exception for Primary Care Clinics Only: Where a
facility contains no more than three examination and/or
treatment rooms, the patient toilet shall be permitted to
serve waiting areas.

422.4 Toilet Facilities Serving Employees and Cus-
tomers [Not adopted for OSHPD 1, 2, 3, 4 & 5]. Each
building or structure shall be provided with toilet facilities for
employees and customers. Requirements for customers and
employees shall be permitted to be met with a single set of
restrooms accessible to both groups.

Required toilet facilities for employees and customers
located in shopping malls or centers shall be permitted to be
met by providing a centrally located toilet facility accessible
to several stores. The maximum travel distance from entry to
any store to the toilet facility shall not exceed 300 feet (91
440 mm).

Required toilet facilities for employees and customers in
other than shopping malls or centers shall have a maximum
travel distance not to exceed 500 feet (152 m).

422.4.1 Access to Toilet Facilities. In multi-story
buildings, accessibility to the required toilet facilities
shall not exceed one vertical story. Access to the required
toilet facilities for customers shall not pass through areas
designated as for employee use only such as kitchens,
food preparation areas, storage rooms, closets, or similar
spaces. Toilet facilities accessible only to private offices
shall not be counted to determine compliance with this
section.

422.5 Toilet Facilities for Workers. Toilet facilities shall

be provided and maintained in a sanitary condition for the use

of workers during construction.

422.6 [CA] Cosmetology. Each school shall provide pub-

lic toilet rooms for each sex on the licensed premises in accor-
dance with the California Plumbing Code, Table 422.1.
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422.7 [CA] Cosmetology Establishments. Each estab-
lishment where hairdressing services are performed shall pro-
vide at least one public toilet room located on the premises in
accordance with the California Plumbing Code, Table 422.1.

422.8 [DPH] Commissaries Serving Mobile Food
Preparation Units. Commissaries serving mobile food
preparation units shall have at least one hose bib. The hose
bib shall be supplied with hot and cold water and be provided
with a single spout, a backflow-preventer device and shall be
located on the premises of the establishment.

422.9 [DPH] Employee Lavatories in Food Establish-
ments. Employee lavatories installed in food establishments
shall be equipped with an approved single spout capable of
providing tempered (100°F - 115°F) (37.8°C - 46.1°C) run-
ning water.

Note: This requirement applies only to commissaries serv-
ing mobile food preparation units.
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load.

TABLE 422.1
MINIMUM PLUMBING FACILITIES'
Each building shall be provided with sanitary facilities, including provisions for persons with disabilities as prescribed by the Department Having Jurisdic-
tion. Table 422.1 applies to new buildings, additions to a building, and changes of occupancy or type in an existing building resulting in increased occupant

For requirements for persons with disabilities, Chapter 114 or 11B of the California Building Code shall be used.

[BSC, DSA-SS & DSA-SS/CC] The total occupant load shall be determined in accordance with the California Building Code or Table 4-1 Occupant Load Factor:

Exceptions:

(1) [HCD 1-AC & HCD 2] For applications listed in Sections 1.8.2.1.2 and 1.8.2.1.3 regulated by the Department of Housing and Community Development,
each building shall be provided with sanitary facilities, including provisions for persons with disabilities as prescribed by the Department. Covered mul-
tifamily dwellings required to be accessible to persons with disabilities shall comply with Chapter 114 of the California Building Code. Permanent build-
ings in mobilehome parks and special occupancy parks required to be accessible by persons with disabilities, shall comply with Chapter 11B of the

California Building Code.
[HCD 1] For limited density owner-built rural dwelling sanitary facilities, the type, design and number of facilities as required and approved by the local

2

health official shall be provided to the dwelling sites. It shall not be required that such facilities be located within the dwelling.

BATHTUBS DRINKING
URINALS OR FOUNTAINS/
TYPE OF WATER CLOSETS (FIXTURES LAVATORIES SHOWERS FACILITIES OTHER
OCCUPANCY? (FIXTURES PER PERSON)® PER (FIXTURES PER PERSON)® | (FIXTURES | (FIXTURES
PERSON)* PER PER
PERSON) PERSON)
A-1 Assembly occupancy Female Femal
(fixed or permanent seat- Mal 1: 1-25 Male Male 1Aelmi1()%
ing)- theaters, concert L 1?130 2:26-50 | 1:1-200 | 11200 | 5700500 1: 1-250
halls, and auditoriums 2 '101_200 3:51-100 | 2:201-300 | 2:201-400 4: 201-300 2:251-500
3j 201-400 4:101-200 | 3:301-400 | 3:401-600 5: 301-500 3:501-750 .
’ 6:201-300 | 4:401-600 | 4: 601-750 6: 501-750 1 service
8:301-400 : — sink or
Over 600 Over 750, | 2undry tray
Over 400, add 1 fixture for ad dvfrﬁxtu,re Over 750, add 1 fixture for ad dvfrﬁxtu,re
each additional 500 males each additional 250 males
for each for each
and 1 fixture for each . and 1 fixture for each o
. additional .. additional
additional 125 females. additional 200 females.
300 males. 500 persons.
A-2 Assembly occu- Female
pancy- restaurants, pubs, Male 1:1-25 Male Mal F |
lounges, nightclubs and 150 | 2:26-50 | 1:1-200 | 1?165 0 1~eﬁfseo 1: 1-250
banquet halls 2:51-150 | 3:51-100 | 2:201-300 | 0 500 | 5 151200 2: 251-500
3:151-300 | 4:101-200 | 3:301-400 3: 201-400 4: 201-400 3:501-750 .
4:301-400 | 6:201-300 | 4:401-600 | ~° : I service
8: 301-400 - sink or
Over 600 Over 750, | undry tray
Over 400, add 1 fixture for ad dvfrﬁxtu’r Over 400, add 1 fixture for ad dvfrﬁxtu’r
each additional 250 males €| each additional 250 males ¢
for each for each
and 1 fixture for each 125 .. and 1 fixture for each ..
additional .. additional
females. additional 200 females
300 males. 500 persons.
A-3 Assembly occupancy Female
. . Female
(typical without fixed or Mal 1: 1-25 Male Male 1: 1-100
permanent seating)- N 1?1% o | 2:26-50 | 114100 | 1:1-200 |70 1: 1-250
arcades, places of wor- 2 '101_200 3:51-100 | 2:101-200 | 2:201-400 4: 201-300 2:251-500
ship, museums, libraries, 3: 201-400 4:101-200 | 3:201-400 | 3:401-600 5: 301-500 3:501-750 .
lecture halls, gymnasiums | >* 6:201-300 | 4:401-600 | 4: 601750 | 23 I service
(without spectator seat- 8:301-400 : - — | mgk or
ing), indoor pools (with- Over 600, Over 750, aundry tray
out spectator seating) Over 400, add 1 fixture for Over 750, add 1 fixture for
P g 9 add 1 fixture 9 add 1 fixture
each additional 500 males each additional 250 males
for each for each
and 1 fixture for each . and 1 fixture for each .
.. additional .. additional
additional 125 females. additional 200 females.
300 males. 500 persons.
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TABLE 422.1
MINIMUM PLUMBING FACILITIES' (continued)
BATHTUBS DRINKING
URINALS OR FOUNTAINS/
TYPE OF WATER CLOSETS (FIXTURES LAVATORIES SHOWERS FACILITIES OTHER
OCCUPANCY? (FIXTURES PER PEF{SON)3 PER (FIXTURES PER PERSON)5 (FIXTURES (FIXTURES
PERSON)* PER PER
PERSON) PERSON)
Female
Female
1:1-25 Male
Male 2:26-50 | 1:1-100 Male 1+ 1-100 1: 1-250
1: 1-100 1:1-200 | 2:101-200
A-4 Assembly occupancy 3:51-100 | 2:101-200 2:251-500
. . 2:101-200 2:201-400 | 4:201-300
(indoor activities or sport- | 3755, 400 4:101-200 | 3:201-400 3:401-750 | 5: 301-500 3:501-750 1 service
ing events with spectator | 6:201-300 | 4:401-600 | = 6: 501-750 i
. . . . : - — sink or laun-
seating)- swimming pools, 8:301-400 dry tray
kating rinks, , and
S ?nl:agsfllllrlnss arenas, an Over 400, add 1 fixture for agivfrﬁig?l’re Over 750, add 1 fixture for aglvfrﬁlst?l’re
&y each additional 500 males each additional 250 males
for each for each
and 1 fixture for each .. and 1 fixture for each ..
.. additional . additional
additional 125 females. additional 200 females.
300 males. 500 persons.
Female Female
Male 10 1-25 Male Male 1: 1-100
2:26-50 1: 1-100 1: 1-250
1: 1-100 1: 1-200 2:101-200
) 3:51-100 | 2:101-200 ) 2:251-500
A-5 Assembly oceupancy | 2: 10120011 .5, 550 | 3, 901499 | 2 201-400 | 4: 201-300 3: 501-750
(outdoor activities or 3:201-400 6:201-300 | 4: 401-600 | - 401-750 | 5:301-500 1 service
sporting events)- amuse- 8- 301-400 6: 501-750 — sink or
ment parks, grandstands Over 600 Over 750 laundry tray
and stadiums Over 400, add 1 fixture for ver ’ |Over 750, add 1 fixture for ver i
T add 1 fixture ). add 1 fixture
each additional 500 males each additional 250 males
for each for each
and 1 fixture for each .\ and 1 fixture for each ..
. additional .. additional
additional 125 females. additional 200 females.
300 males. 500 persons.
B Business occupancy Female Female
. Male
(office, professional or Male 1: 1-15 Male 1: 175 1: 1-50
service type ‘trgnsaction's)- 1: 1-50 2:16-30 1: 1-100 5. .76:150 2:51-100
banks, vet clinics, hospi- | 2:51-100 | 3:31-50 | 2:101-200 3151200 | 3 101-150
tals, car wash, banks, 3:101-200 | 4:51-100 | 3:201-400 | ,° 0 = | 4:151-200 _
beauty salons, ambulatory | 4:201-400 | 8:101-200 | 4: 401-600 5.3 01' 100 | 3:201-300 1 service
health care facilities, laun- 11: 201-400 : - 6: 301-400 — 1 per 150 sink or
dries and dry cleaning, laundry tray
educational institutions | Qver 400, add 1 fixture for agi"frﬁiotg’re Over 400, add 1 fixture for
(ab.ox./e h‘gh ?C_hOOI)’ or each additional 500 males for each each additional 250 males
training fgcﬂ.mes not and 1 fixture for each additional and 1 fixture for each
located within school, post|  aqditional 150 females. a additional 200 females.
offices and printing shops 300 males.
E Educational occupancy- Male Female Male Male Female o I per 150 lsfsivécre
private or public schools 1 per 50 1 per 30 1 per 100 1 per 40 1 per 40 laundry tray
1 shower for
Male Female Male Female each 15 1 1-250
1: 1-50 1: 1-50 o 1: 1-50 1: 1-50 persons | . '251_500
2:51-75 2:51-75 2:51-75 2:51-75 exposed to 3: 501-750
3:76-100 3:76-100 3:76-100 | 3:76-100 excessive ’
F1, F2 Factory or Indus- heat or to 1 service
trial occupancy-fabricat- skin con- sink or
ing or assembly work tamination | Over 750, | laundry tray
Over 100, add 1 fixture Over 100, add 1 fixture |With poison- add 1 fixture
for each additional — for each additional ous, infec- | for each
40 persons. 40 persons. ‘tious or additional
irmtating | 5 persons.
material
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TABLE 422.1
MINIMUM PLUMBING FACILITIES' (continued)
BATHTUBS DRINKING
URINALS OR FOUNTAINS/
TYPE OF WATER CLOSETS (FIXTURES LAVATORIES SHOWERS FACILITIES OTHER
OCCUPANCY? (FIXTURES PER PERSON)® PER (FIXTURES PER PERSON)® | (FIXTURES (FIXTURES
PERSON)* PER PER
PERSON) PERSON)
I-1 Institutional occu-
pancy (houses more than
16 persons on a 24-hour 1 service
- Male Female Male Female .
basis)- substance abuse 1 per 15 1 per 15 — 1 per 15 1 per 15 1 per 8 1 per 150 sink or
centers, assisted living, p p P p laundry tray
group homes, or residen-
tial facilities
I-2 Institu- | Hospitals
tional occu- | and nursing 1 per room — 1 per room 1 per room .
. o 1 service
pancy-medi | homes-indi- i
. . 1 per 150 sink or
cal, psychi- vidual 1 20 laundry tra
atric, surgi- | rooms and 1 per 8 patients — 1 per 10 patients pt o ; iy
cal or ward room patients
nursing Hospital
homes Waiting or 1 per room — 1 per room — 1 per room —
Visitor P P P
Rooms
Male Female
1: 1-15 1: 1-15
Employee | 2:16-35 3:16-35 o Male Female - o o
Use 3:36-55 4:36-55 1 per 40 1 per 40
Over 55, add 1 fixture for
each additional 40 persons.
I-3 Institu- . 1 per cell
tional occu- Prisons 1 per cell — 1 per cell 1 per 20 block/floor —
pancy Correctional 1 service
(houses facilities or .
more than 5 juvenile 1 per 8 — 1 per 10 1 per8 1 per floor |sink or laun-
people) center dry tray
Male Female
1: 1-15 1: 1-15
Emp]()yee 2:16-35 3:16-35 L Male Female o 1 per 150 _
Use 3:36-55 | 4:36-55 Iperd0 | 1 per40 P
Over 55, add 1 fixture for
each additional 40 persons.
I-4 Institutional occu- Male Female
pancy (any age that 1: 1-15 1: 1-15 ) .
receives care for less than | 2:16-35 3:16-35 Male Female service
. . — — 1 per 150 sink or
24 hours) 3:36-55 4: 36-55 1 per 40 1 per 40
laundry tray
Over 55, add 1 fixture for
cach additional 40 persons.
M Mercantile occupancy Mal Female Femal
(the sale of merchandise 1. lalf)o 1: 1-100 Male Male l.elm ;0% 1: 1-250 1 service
and accessible to the pub- 5 '10_1_200 2:101-200 | 0:1-200 1: 1-200 5 '20_1_300 — 2:251-500 sink or
lic) ) 4:201-300 | 1:201-400 | 2:201-400 | ° 3:501-750 | laundry tray
3:201-400 3:301-400
6:301-400
Over 400, add 1 fixture for a((ij:ivlerﬁ“x(?ro’re Over 400, add 1 fixture for a(iivlerﬁ7x5t0’re
each additional 500 males for eac}lll each additional 500 males . for eacl;l .
and 1 fixture for each 200 . and 1 fixture for each 400 .,
females additional females additional
' 500 males. ’ 500 persons.
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TABLE 422.1
MINIMUM PLUMBING FACILITIES' (continued)
BATHTUBS | DRINKING
URINALS OR FOUNTAINS/
TYPE OF WATER CLOSETS (FIXTURES LAVATORIES SHOWERS | FACILITIES
OCCUPANCY? (FIXTURES PER PERSON)? PER (FIXTURES PER PERSON)® | (FIXTURES | (FIXTURES OTHER
PERSON)* PER PER
PERSON) PERSON)
R-1 Residential occu- L.
.. 1 service sink
pancy (minimal stay)- 1 per sleeping room — 1 per sleeping room I per sleep- — or
hotels, motels, bed and ing room
breakfast homes laundry tray
R-2 Resi- Male Female Male Male Female
dential 1 per 10 1 per 8 1 per 25 1 per 12 1 per 12
occupancy Over 150
(long-term Dormitories Add 1 fixture for each add 1 ﬁxtu’re Add 1 fixture for each 1 per 8 1 per 150
or perma- additional 25 males and 1 for cach additional 20 males and 1
nent) fixture for each additional .\ fixture for each additional
additional
20 females. 50 males. 15 females. 1 service sink
or laundry tray
Male Female
1: 1-15 1: 1-15
Employee 2:16-35 3:16-35 Male Female
Use 3:36-55 4:36-55 o 1 per 40 1 per 40 o o
Over 55, add 1 fixture for
each additional 40 persons
1 kitchen sink
per apartment.
1 laundry tray
or 1 automatic
clothes washer
Apartment 1 per connection per
h(lsuse/unit I per apartment o I per apartment aparfment T unit or 1 lallljn-
dry tray or 1
automatic
clothes washer
connection for
each 12 units
R-3 Residential occu- Male Female Male Female
pancy (lf)ng-term or per- 1 per 10 1 per8 1 per 12 1 per 12
manent in nature) for L
more than 5 but does not Add 1 fixture for each — Add 1 fixture for each 1 per 8 1 per 150 I service sink
exceed 16 occupants) additional 25 males and 1 additional 20 males and 1 or laundry tray
fixture for each additional fixture for each additional
20 females. 15 females.
R-3 Residential occu-
pancy (one and two fam- 1 kitchen
ily dwellings) sink and 1
1 per one automatic
1 per one and two family 1 per one and two family | and two clothes washer
dwelling o dwelling family o connection per
dwelling one and two
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TABLE 422.1
MINIMUM PLUMBING FACILITIES' (continued)
BATHTUBS | DRINKING
URINALS OR FOUNTAINS/
TYPE OF WATER CLOSETS (FIXTURES LAVATORIES SHOWERS | FACILITIES
l OCCUPANCY? (FIXTURES PER PERSON)? PER (FIXTURES PER PERSON)® | (FIXTURES | (FIXTURES OTHER
PERSON)* PER PER
PERSON) PERSON)
Male Female Male Female
1 per 10 1 per8 1 per 12 1 per 12
R-4 Residential occu- . .
pancy (residential care or Add 1 fixture for each . Add 1 fixture for each 1 per 8 1 per 150 1 service sink
assisted living) additional 25 males and 1 additional 20 males and 1 or laundry tray
fixture for each additional fixture for each additional
20 females. 15 females.
S-1, S-2 Storage occu- Male Female Male Female 1: 1-250
pancy-storage of goods, 1: 1-100 1: 1-100 1: 1-200 1: 1-200 5 '251_500
warehouse, aircraft 2:101-200 | 2:101-200 2:201-400 | 2:201-400 3: 501-750
hanger, food products, 3:201-400 | 3:201-400 3:401-750 | 3:401-750 ’
appliances Over 750, | 1 service sink
Over 400? ‘add 1 fixture for Over 750, add 1 fixture for add 1 fix- |or laundry tray
each additional 500 males cach additional 500 per- ture for
and 1 fixture for each sons each addi-
additional 150 females. ’ tional 500
persons.
Notes:

! The figures shown are based upon one fixture being the minimum required for the number of persons indicated or any fraction thereof.

2 A restaurant is defined as a business that sells food to be consumed on the premises.

a. The number of occupants for a drive-in restaurant shall be considered as equal to the number of parking stalls.
b. Hand-washing facilities shall be available in the kitchen for employees.

3 The total number of required water closets for females shall be not less than the total number of required water closets and urinals for males. [BSC] This
requirement shall not apply when single occupancy toilet facilities are provided for each sex in an A or E occupancy with an occupant load of less than 50.
Either
a. The required urinal shall be permitted to be omitted or
b. If installed, the urinal shall not require a second water closet to be provided for the female.

4 For each urinal added in excess of the minimum required, one water closet shall be permitted to be deducted. The number of water closets shall not be reduced
to less than two-thirds of the minimum requirement.

3 Metering or self-closing faucets shall be installed on lavatories intended to serve the transient public.

% [BSC, DSA-AC, DSA-SS, DSA-SS/CC,HCD 1 & HCD 2, 0SHPD 1,2, 3,4 & 5] In accordance with Sections 1.8.7 and 301.3, the Authority Having Juris-
diction may approve alternative design criteria when determining the minimum number of plumbing fixtures.
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TABLE 4-1
OCCUPANT LOAD FACTOR:
[BSC, DSA-SS and DSA-SS/CC]

FUNCTION OF SPACE* **

OCCUPANT
LOAD FACTOR
(square feet)

Assembly - without fixed seats

Auditorium, convention and dance hall, lodge, stage, indoor sport/spectator event, worship, arcade, gaming 11
(standing space)
Waiting, terminal (portable seating space) 15
Conference, dining/drinking, lounge (portable seating/table space) 30
Gallery, museum, exhibit (standing space) 30
Assembly — with fixed seats See CBC 1004.6
Use 50% of the fixed
seating value
Business (office, sales/soliciting, administration, food processing, courtroom, ambulatory clinic) 150
See CBC 1004.8
Dormitory 50
Day care 35
Education (classroom) 30
Through 12th grade
Education (classroom) 50
Beyond 12" grade
Exercise (fitness) 50
Industrial (fabrication, foundry, workshop, component assembly, repair) 500
Kitchen/food prep (commercial) 50
Laboratory 50
Educational
Laboratory
Non-educational 100
Library 50
Mercantile (wholesale, retail) 100
Mall building (covered/open) See CBC 402.8.2
Residential (long term: central toilet facilities) 200
Warehouse . 2000
Storage portions
Warehouse 500

Distribution portions (selecting, processing, packing, receiving, shipping)

*  Any uses not specifically listed shall be based on similar uses listed in this table.

** For a building or space with mixed occupancies, use appropriate occupancy group for each area (for example, a school may have an “A” occupancy for
the gymnasium, a “B” occupancy for the office, an “E” occupancy for the classrooms, etc.). Accessory areas such as, but not limited to, hallways/corri-

dors, stairways, ramps, toilet rooms, mechanical rooms, closets and fixed equipment, may be excluded.
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TABLE 4-2
[OSHPD 1,2, 3,4 & 5]>* MINIMUM PLUMBING FACILITIES
Administration Lobby
Public Toilet - Male r 1
Public Toilet - Female I’ 1
” Airborne infection isolation room 17
Airborne infection isolation treatment/exam room 1%
” Airborne infection isolation anteroom 1
Airborne infection isolation toilet room e A r
Cardiac Catheterization procedure room 1*3%
Central Sterile Supply 1w
Cesarean/Delivery Service Space
Labor Rooms 13 r r
Recovery Room A 1
Drug distribution station 1
Cesarean operating room 210.33
Delivery room 1103
| DR or LDRP room % 1 1
Staff lounge
Staff Toilet - Male r 1:1-15
Staff Toilet - Female r 1:1-15
> Waiting area/room
Public Toilet - Male r 1
Public Toilet - Female I’ 1
Clinical Laboratory Service Space'! 1
Dietetic Service Space 1
Kitchen A
” Dining Area 1% 11
Food serving area A
Food Preparation 1%
Dietary Staff Toilet - Male r 1:1-15
Dietary Staff Toilet - Female r 1:1-15
Emergency Service 1
Open plan 1:4 cubicles 1
Observation unit(s) 1:4 cubicles 1:6 beds
grz:;rﬁg{)%rdiac, Emergency surgery, Cystoscopy, 7433
Intensive Care Units” 1 1
Open plan 1:3 beds>
Patient rooms®$ 1%
Newborn Intensive Care Unit (NICU) 1:4 bassinets'” 33 1 1
Treatment area/room 1
Control station
Staff lounge
Staff Toilet - Male
Staff Toilet - Female r 1:1-15
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TABLE 4-2
[OSHPD 1,2, 3,4 & 5]>* MINIMUM PLUMBING FACILITIES (continued)
Employee dressing rooms and lockers
Staff Toilet - Male r 1:1-15
Staff Toilet - Female r 1:1-15
Exam and treatment rooms 1
Housekeeping room! 1
Laboratories 17
Laundry soiled linen, receiving, holding and sorting 1
Medicine preparation room 1°
Morgue and Autopsy 1
Nourishment area 1+1°
Nuclear Medicine room 1
Mold room 1
Patient room 1
Patient toilet and bath facilities” r 1:4 beds 1:12
Central bathing facility 1 1 1
Special bathing facility 1
Nurse Station® 1 17
Newborn/well baby nursery 1:6 bassinets*
Workroom 13
Gastrointestinal endoscopy procedure room 3%
Outpatient observation® 1 1
Pediatric and Adolescent Unit toilet room 127 1%
Pharmacy 1%
Staff Toilet - Male r 1:1-15
Staff Toilet - Female r 1:1-15
Compounding area for parenteral solutions 3%
Postanesthesia care units (PACU) r 1:16 beds 1
Open plan 1;;5:;’:5)/
Individual rooms 13
Preoperative patient holding r 1:16 beds
Protective environment room 13
Protective environment anteroom 1203
Protective environment toilet room I? r r
Psychiatric unit patient room 1’ 1
Radiological/Imaging Services Space 1%
Mammography 1
Interventional imaging 1
Ultrasound® 1 130
Angiography 1*3
Fluoroscopy® 1’0
MRI 1
CT Scan 1
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TABLE 4-2
[OSHPD 1,2, 3,4 & 5]>* MINIMUM PLUMBING FACILITIES (continued)
Class 1 Imaging 1
Staff Toilet's - Male r 1:1-15
Staff Toilet'® - Female r 1:1-15
Rehabilitation Therapy Space
Training toilet 1
Physical therapy service space 1
Occupational therapy service space 1
Speech pathology 1
Infusion Therapy 1
Renal Dialysis Service Space 1:4 stations 1
Bloodborne Infection Isolation Room 1
Nurses’ station 1
Medication dispensing 1
Home training room 1
Repair room"! 1 1
Dialysis patient toilet ? 1
Staff lounge
Staff Toilet - Male 1 1:1-15 1 shower
Staff Toilet - Female 1 1:1-15 1 shower
Surgical Service Space 2% 1
Staff clothing change areas
Staff Toilet - Male ? 1:1-15% 1 shower
Staff Toilet - Female ? 1:1-15% 1 shower
Clean-up rooms 1
Substerile area 1
Anesthesia workroom 1
Soiled workroom or soiled holding 1 %
Cancer treatment/infusion therapy treatment 1:4 stations
Utility/Work Room
Clean®! 1
Soiled” 1 "
Pati'eftt. beds [Sk"illed Nursing/Intermediate Care I 14 120
Facilities][medical model]
; ; 13 ;
?ﬁetclzet‘fnteftllgte Z;c’lﬁ]bath‘/aczlmes [Correctional 1:82 16 1:12
I;{irborne infection isolation anteroom® [Correctional 16 16 16
reatment Center]
Airborne infection isolation anteroom [Correctional ]
Treatment Center]
Protective environment room® [Correctional Treat- 16 16 16
ment Center]
Protective environment anteroom [Correctional ]
Treatment Center]

Notes:

I Each department or nursing unit shall be served by a housekeeping room equipped with a service sink. Departments may share service closets provided the
departmental services are compatible. A dedicated housekeeping room shall be provided for the following services: Surgical/Catherization, ICU, NICU,

nursery, dietary, renal dialysis and outpatient surgery.
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[\

Conventional spouts and controls on hot-and cold-water supplies are acceptable. Aerators are not permitted. Non-aerating laminar flow devices are permitted.
Nourishment areas shall have a handwashing fixture in or immediately accessible from the nourishment area, in addition to a nourishment sink.

w

Scrub sinks shall be located outside of sterile procedure rooms. A minimum of two scrub sinks shall be provided in a surgical unit containing one operating
room. Four scrub sinks shall be provided in surgical units containing two operating rooms. One additional scrub sink shall be provided per each additional
operating room.

The scrub sink is in addition to the required number for surgeries.

The following fixtures shall be provided in airborne infection or protective environment rooms of hospitals only:

a. Within an adjoining toilet room, a lavatory, a shower containing a seat or a space for a shower chair, and toilet equipped with bedpan flushing attachment
with a vacuum breaker:

[PEEEN

b. A handwashing fixture within a separate anteroom.

The following fixtures shall be provided in isolation rooms of correctional treatment centers only:

a. Within an adjoining toilet area, a handwashing fixture, a shower containing a seat or a space for a shower chair, and water closet equipped with bedpan
flushing attachment with a vacuum breaker.

b. A handwashing fixture within a separate anteroom.

Includes burn center spaces, acute respiratory-care service spaces, and coronary-care service spaces.

A toilet room with handwashing fixture shall directly adjoin each procedure room.

One toilet with lavatory and one shower may serve two labor rooms.

19 One additional scrub sink for each additional cesarean or delivery operating room.

1 provide emergency eye-wash and shower.

12 Conveniently located for staff use.

B3 Fixtures serving individual patient rooms shall not be considered as meeting the required ratios for bedrooms not served by individual adjoining toilet or bath-
rooms.

BN

7
8
9

4 The clinic sink may be deleted if all bedrooms in the nursing unit are provided with adjoining toilets with bedpan flushing devices.

13 Conventional controls on hot-and cold-water supplies are acceptable. The water discharge points shall be 5 inches (127 millimeters) above the fixture rim.
Aerators are not permitted. Non-aerating laminar flow devices are permitted.

16 Plumbing fixtures for public use shall be readily accessible and are to be based on 50% of the seating capacity value. Fixture quantity shall be based on Table
422.1 for an occupancy group A2.

17 In a multiple-bed room, every bed position shall be within 20 feet (6 meters) of a hands-free handwashing fixture. Where an individual room concept is used,
a handwashing fixture shall be provided within each infant care room.

'8 When three or more procedure rooms are provided.

! glf a separate medicine room is provided, the room shall be equipped with a sink in addition to the nurses' station handwashing fixture. Hot-water supplies
are optional.

20 Where the patient room can only be accessed through the ante room the handwash fixture may be omitted in the patient room. ”

2! Handwashing fixtures may be deleted if room is used for storage and holding only.

2 If room is used only for temporary holding of soiled materials, clinic sink and work counter may be omitted. If the flushing-rim clinical sink is eliminated,
facilities for cleaning bedpans shall be provided elsewhere.

23 Toilet shall be equipped with a bedpan flushing attachment.

2 Optional services approved by the licensing agency shall comply with the applicable space requirements of OSHPD I and 2.

23 Shall be provided in each separate room where open medication is handled.

26 Conveniently accessible throughout the unit.

%7 Includes rooms or areas within coronary and intensive-care units and postanethesia recovery rooms.

28 Modular toilet/sink combination units located within a privacy curtain may be used within individual patient space or private room. The toilet fixture shall
be completely contained within cabinetry when not in use, and shall be enclosed when flushed. Bedpan washers shall not be permitted in patient bedrooms.

2 In service spaces with procedure rooms that do not have dedicated patient toilets, provide a minimum of one patient toilet room with a separate handwash-
ing fixture within the service space.

30 Toilet room shall be accessible from the procedure room.

31 Scrub sink shall be located outside the staff entrance to the procedure room.

32 Not used.

3 Handwashing and scrub sink fixtures shall not be equipped with wrist or elbow blades but shall be equipped with sensor controls, or controls that do not
involve contact with the upper extremities.

34Ifr00m is used only for temporary holding of soiled material, clinic sink and work counter may be omitted.

33 A minimum of one separate accessible toilet room shall be provided for the use of patients. Patient toilet room(s) shall be equipped with a handwashing fix-
ture and shall be accessible to the observation units(s) from the corridor. Reference CBC, Part 2, Section 1224.39.6.

36 Handwashing stations are required in patient toilet rooms. Handwashing stations are not required in patient bedrooms.
3 7 Staff toilet facilities located in the surgical unit can be applied to the total fixture count.
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TABLE 4-3 [AGR]
WATER CLOSETS URINALS (TROUGH URINAL LAVATORIES DRINKING
TYPE OF BUILDING (FIXTURES PER PERSON)7 TO INDIVIDUAL (FIXTURES BATHTUBS OR SHOWERS FOUNTAINS
OR OCCUPANCY URINAL EQUIVALENCE) (FIXTURES PER PERSON) (FIXTURES
VALE PER PERSON) PER PERSON)®
MALE FEMALE
Nonindustrial—office 1 1-15 1 1-15 Length of Number of |1 1-15 1:10 persons per shift —
buildings, public build- |2 16-35 2 16-35 |trough urinal individual |2 16-35 required to shower
ings and similar estab- |3 36-55 3 36-55 urinals |3 36-60
lishments 4 56-80 4 56-80 4 61-90
5 81-110 5 81-110 |24" (610 mm) 1 |5 91-125
6 111-150 6 111-150|36" (914 mm) 2 | I additional for each
1 additional for each 48" (1219 mm) 2 |additional 4 employ-
additional 40 employees |60" (1524 mm) 3 |ees or fraction thereof
or fraction thereof
Industrial—factories, 1 1-15 1 1-15 24" (610 mm) 1 |1t0100 1:10 persons per shift —
warehouses, loft build- |2 16-35 2 16-35 |36" (914 mm) 2 |employees required to shower
ings and similar estab- |3 36-55 3 36-55 48" (1219 mm) 2 |1 per 10
lishments 4 56-80 4 56-80 |60" (1524 mm) 3
5 81-110 5 81-110 | 72" (1829 mm) 4 | Over 100 employees 1
6 111-150 6 111-150 additional for each
1 additional for each additional 15 employ-
additional 40 employees ees or fraction thereof
or fraction thereof
Notes:

I The figures shown are based on one fixture being the minimum required for the number of persons indicated or any fraction thereof.

Each water closet shall occupy a separate compartment which shall be equipped with a door; door latch and clothes hook. The door and the walls or partitions between
fixtures shall be sufficient to assure privacy.

Drinking fountains shall not be located in toilet rooms.

Washing facilities shall be reasonably accessible to all employees.

Toilet facilities shall be accessible to the employees at all times. Where practicable, toilet facilities should be within 200 feet (61 m) of locations at which workers are reg-
ularly employed and should not be more than one floor-to-floor flight of stairs from working areas.

Urinals may be installed instead of water closets in toilet rooms to be used only by men provided that the number of water closets shall not be less than two thirds of the
minimum number of toilet facilities specified. The length of trough urinals to the equivalent number of individual urinals shall be based on the above table.

When there are less than five employees, separate toilet rooms for each sex are not required provided toilet rooms can be locked from the inside and contain at least one
water closet.

Twenty-four linear inches of wash sink or 18 inches of circular basin, when provided with water outlets for such space, shall be considered equivalent to one lavatory.
Exception: The requirements of Table 4-3 do not apply to mobile crews or to normally unattended work locations provided employees at these locations have immediately
available transportation to nearby toilet facilities which meet the requirements of Table 4-3.

EN

~

o

TABLE 4-4 [DPH]

TYPE OF BUILDING WATER CLOSETS URINALS LAVATORIES BATHTUBS OR SHOWERS | DRINKING FOUNTAINS
OR OCCUPANCY? | (FIXTURES PER PERSON) | (FIXTURES PER MALE) | (FIXTURES PER PERSON) | (FIXTURES PER PERSON) | (FIXTURES PER PERSON)
Day Use Public | Male Female |May be substituted for
Beaches"? 1 1-100 1 1-100 |up to two-thirds of the
No sex designated water closets required
1 1-500
Minimum of 2
Picnic Areas Male Female
1 1-50 1 1-50
Overnight Use 1 1-7.5 campsites’ May be substituted for 1 1-12.5 campsites’
Public Beaches? |1 1-7.5 campsites? up to one-third of the
water closets required’
Organized Camps |] 1-15° 1 1-15 1 1-156 Minimum 1 per camp
Notes:
1

Toilets shall be located in accordance with actual use patterns on the beach. The reasonable intent of the toilet requirements is that it should apply on the basis of aver-
age daily use during periods of peak use. The health officer may determine how many days the population standard may be exceeded.

[SNEEUE NV Y

Laundry facilities are not required, but if they are provided, must be a minimum of two laundry trays or a washing machine.
Toilet facilities shall not be farther than 400 feet from any lot or campsite.
Showers are not required, but it provided, they shall be provided on the indicated ratio. Outdoor rinse-off showers may be cold water only.
Toilets shall be located within 300 feet firom the living accommodations they serve.
Showers shall be provided in the living area or in a centrally located structure.

Exception: Intermittent short-term organized camps are not required to provide shower facilities, but it provided, they shall comply with this part.
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CHAPTER 6 - WATER SUPPLY AND DISTRIBUTION

(Matrix Adoption Tables are non-regulatory, intended only as an aid to the code user. See Chapter 1 for state agency authority and building applications.)

Adopting Agency

BSC

BSC-
CG

SFM

HCD

DSA

OSHPD

2 | 1-AC

AC

SS

Ss/CC

iR/ 2 |3

BSCC

DPH

AGR

DWR

CEC

CA

SL

SLC

Adopt Entire Chapter

Adopt Entire Chapter as
amended (amended sections
listed below)

Adopt only those sections
that are listed below

Chapter/Section

Figure 601

e

601.2 Exceptions 3 & 4

o

601.2 & Exceptions

601.2.1 & Exemptions

601.2.1.1

601.2.1.2

601.3.2

601.3.3

A A A A

601.3.3 Exception

601.4

601.5

601.6

601.7

601.8

PR R A

603.5.11

603.5.14, Note

604.1 Exception

Table 604.1 Notes

604.1.1

604.1.2

|| 604.2

604.13

o

605.2.2

605.9

605.9.1

605.10

IR AR AR AR AR AR A
A R R R | R K A

605.10.1

605.10.1.1

PR R A A

605.12.2

o

605.15

606.8

607.1

609.10

609.11
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CALIFORNIA PLUMBING CODE — MATRIX ADOPTION TABLE
CHAPTER 6 - WATER SUPPLY AND DISTRIBUTION (continued)
(Matrix Adoption Tables are non-regulatory, intended only as an aid to the code user. See Chapter 1 for state agency authority and building applications.)

BSC- HCD DSA OSHPD
Adopting Agency BSC SFM BSCC | DPH | AGR |DWR|CEC| CA |SL |SLC

CG
1/2|1-AC |AC|SS|SS/CC|1|1R| 2|3 |4 |5

Adopt Entire Chapter

Adopt Entire Chapter as
amended (amended sections | X | X XX X X XXX XXX X
listed below)

Adopt only those sections
that are listed below

Chapter/Section
609.12.3 X
| Table 610.3 X | X

610.5 X
612.0 X
612.1 X
” 613.0 & Subsections
Table 613.1

” 614.0 & Subsections
615.0-615.3

615.4 & Subsections

o R A
o KA
o KA
oA A

| R KA

This state agency does not adopt sections identified with the following symbol: t
The Office of the State Fire Marshal’s adoption of this chapter or individual sections is applicable to structures regulated by other state agencies pursuant to
Section 1.11.0.
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CHAPTER 6
WATER SUPPLY AND DISTRIBUTION

601.0 General.

601.1 Applicability. This chapter shall govern the materials,
design, and installation of water supply systems, including
methods and devices used for backflow prevention.

| 601.2 Water Supply and Flushing. Each plumbing fix-
ture shall be provided with an adequate supply of potable run-
ning water piped thereto in an approved manner, so arranged
as to flush and keep it in a clean and sanitary condition with-
out danger of backflow or cross-connection. Water closets
and urinals shall be flushed using an approved flush tank or
flushometer valve.

Exceptions:

(1) Listed fixtures that do not require water for their opera-
tion and are not connected to the water supply.

(2) Where not deemed necessary for safety and sanitation by
the Authority Having Jurisdiction.

(3) [HCD 1 & HCD 2] For limited-density owner-built
rural dwellings, potable water shall be available to the
dwelling site, although such water need not be pressur-
ized. Where water is not piped from a well, spring, cistern
or other source, there shall be a minimum reserve of 50
gallons (189 L) of potable water available. Where water
delivery is pressurized, piping shall be installed in accor-
dance with the provisions of this chapter.

(4) [HCD 1, HCD 2, DWR] For all residential occupan-
cies, alternate water sources may be allowed as speci-
fied in Chapter 15 of this code in addition to potable
water.

(5) [BSC-CG, DWR] For non-residential occupancies,
alternate water sources may be allowed as specified in
Chapter 15 of this code.

(6) [DWR] Where a public agency requires a building to use
recycled water to flush water closets and urinals in
accordance with California Water Code 13554.

1 601.2.1 Submeters. [HCD 1] Submeters (or meters)
shall be installed to measure potable and reclaimed
(recycled) water (hot and cold) that is supplied for the
exclusive use of an individual dwelling unit within a
newly constructed, multiunit rental residential structure;
or for the use of an individual dwelling unit within a
newly constructed mixed-use rental residential/commer-
cial structure. Submeters (or meters) shall be installed
in accordance with this code and the manufacturer’s
installation instructions.

See Water Code Section 517 for definitions of
“multiunit residential structure” and “mixed-use resi-
dential and commercial structure.” See also Civil Code
commencing with Section 1954.201.

(2) Low-income housing as defined in Health and Safety
Code Section 17922.14 (c)(2)(B).

(3) Residential care facilities for the elderly as defined
in Health and Safety Code Section 1569.2 (p)(1).

(4) Housing at a place of education as defined in Title
24 of the California Code of Regulations, Califor-
nia Building Code, Part 2, Section 202.

(5) Time-share property as defined in Business and Pro-
fessions Code Section 11212, Subdivision (aa).

601.2.1.1 Approved Submeters. [HCD 1] Sub-||
meters (or meters) shall be approved in accordance
with the Business and Professions Code, Division 5.

601.2.1.2 Submeter Testing. [HCD 1] Submeter||
(or meter) testing shall be in accordance with the
California Code of Regulations, Title 4, Division 9,
Chapter 3, Article 1, Civil Code, Division 3, Part 4,
Title 5; and Business and Professions Code, Divi-
sion 5.

601.2.2 Hot and Cold Water Required. In occupan-||
cies where plumbing fixtures are installed for private use,
hot water shall be required for bathing, washing, laundry,
cooking purposes, dishwashing or maintenance. In occu-
pancies where plumbing fixtures are installed for public
use, hot water shall be required for bathing and washing
purposes. This requirement shall not supersede the
requirements for individual temperature control limita-
tions for public lavatories and public and private bidets,
bathtubs, whirlpool bathtubs, and shower control valves.

601.3 Identification of a Potable and Nonpotable
Water System. In buildings where potable water and non-
potable water systems are installed, each system shall be
clearly identified in accordance with Section 601.3.1 through
Section 601.3.5.

601.3.1 Potable Water. Green background with white
lettering.

601.3.2 Color and Information. Each system shall be
identified with a colored pipe or band and coded with
paints, wraps, and materials compatible with the piping.

Except as required by Section 601.3.3, nonpotable
water systems shall have a yellow background with black
uppercase lettering, with the words “CAUTION: NON-
POTABLE WATER, DO NOT DRINK.” Each non-
potable system shall be identified to designate the liquid
being conveyed, and the direction of normal flow shall be
clearly shown. The minimum size of the letters and
length of the color field shall comply with Table 601.3.2.
[HCD 1 & HCD 2] An international symbol of a glass

Exemptions: in a circle with a slash through it shall be provided sim-

(1) Long-term health care facilities as defined in Health ilar to that shown in Figure 601 for all nonpotable water
and Safety Code Section 1418. systems.
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FIGURE 601
INTERNATIONAL SYMBOL

The background color and required information
shall be indicated every 20 feet (6096 mm) but not less
than once per room, and shall be visible from the floor
level.

601.3.3 Alternate Water Sources. Alternate water
source systems shall have a purple (Pantone color No.
512, 522C, or equivalent) background with uppercase
lettering and shall be field or factory marked as follows:

(1) Gray water systems shall be marked in accordance
with this section with the words “CAUTION: NON-
POTABLE GRAY WATER, DO NOT DRINK” in
black letters.

(2) Reclaimed (recycled) water systems for outdoor
applications shall be marked in accordance with this
section with the words: “CAUTION: NON-
POTABLE RECLAIMED (RECYCLED) WATER,
DO NOT DRINK” in black letters.

(3) On-site treated water systems shall be marked in
accordance with this section with the words: “CAU-
TION: ON-SITE TREATED NONPOTABLE
WATER, DO NOT DRINK” in black letters.

(4) Rainwater catchment systems shall be marked in
accordance with this section with the words: “CAU-
TION: NONPOTABLE RAINWATER, DO NOT
DRINK” in black letters.

Exception: [DWR] For recycled water supply systems
that are within or a part of a building, the provisions of
Section 1505.7 shall apply.

TABLE 601.3.2

MINIMUM LENGTH OF COLOR FIELD AND SIZE OF LETTERS

°UT(3)':::3:::‘)":TER MINIMUM LENGTH OF |  MINIMUM SIZE OF
COLOR FIELD LETTERS
COVERING (inches) (inches)
(inches)

Vito 1V 8 &
115102 8 o
25106 12 1%
810 10 24 2%
Over 10 32 3%

For SI units: 1 inch =25.4 mm
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601.3.4 Fixtures. Where vacuum breakers or backflow
preventers are installed with fixtures listed in Chapter 17,
identification of the discharge side shall be permitted to
be omitted.

601.3.5 Outlets. Each outlet on the nonpotable water
line that is used for special purposes shall be posted with
black uppercase lettering as follows: “CAUTION: NON-
POTABLE WATER, DO NOT DRINK.”
601.4 [CA] Schools of Cosmetology and Cosmeto-
logical Establishments.
601.4.1 Hot- and Cold-Running Water. At least one
sink with hot-and cold-running water shall be provided
in each work area or workroom where hairdressing is
performed in each school and establishment.
601.4.2 Handwashing Facilities. Each school and
establishment shall provide adequate handwashing facil-
ities, including hot-and cold-running water, located

within or adjacent to the toilet room or rooms in accor-
dance with Table 422.1.

601.4.3 Drinking Water. Each school and establishment
shall supply potable drinking water convenient to students,
patrons and employees. Approved sanitary drinking foun-
tains shall be installed and so regulated that a jet of at
least 2 inches (51 mm) shall be constantly available.
601.5 [AGR] Meat and Poultry Processing Plants.
Except as provided in Section 601.5.4, the water supply shall
be ample and potable, with adequate pressure and facilities

for its distribution in the plant, and its protection against con-

tamination and pollution.

Note: 4 water report, issued under the authority of the state
health agency, certifying to the potability of the water supply,
shall be obtained by the applicant and furnished to the admin-
istrator whenever such report is required by the administrator.

601.5.1 A supply of hot water shall be available.

601.5.2 Hose connections with steam and water-mixing
valves or hot-water hose connections shall be provided at
locations throughout the plant.

601.5.3 The refuse rooms shall be provided with facilities
for washing refuse cans and other equipment in the rooms.

601.5.4 Non-potable water is permitted only in those parts
of official plants where no product is handled or prepared,
and then only for limited purposes, such as on condensers
not connected with the potable water supply, in vapor lines
serving inedible product rendering tanks, and in sewer lines
for moving heavy solids in the sewage. In all cases, non-
potable water lines shall be clearly identified and shall not
be cross connected with the potable water supply.

Exception: Cross connection is permitted if this is nec-
essary for fire protection and such connection is of a type
with a break to ensure against accidental contamination,
and to be approved by local authorities and by the
Department.

601.5.5 Equipment using potable water shall be so
installed as to prevent back-siphonage into the potable
water system.

601.5.6 All pipelines, reservoirs, tanks, cooling towers
and like equipment employed in handling reused water
shall be constructed and installed so as to facilitate their
cleaning and inspection.
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public water mains only; no pumps, tanks, or
reservoirs; no physical connection from other
water supplies; no antifreeze or additives of any
kind; and all sprinkler drains discharging to the
atmosphere or other safe outlets.

(2) American Water Works Association [A.W.W.A]
Manual No. M-14 class 2 — Automatic fire
sprinkler systems which are the same as class
1, except that booster pumps may be installed
in the connections from the street mains.

(b) Automatic fire sprinkler systems described in subdi-
vision (a) shall not require any backflow protection
equipment at the service connection other than
required by standards for those systems contained
in the publication of the National Fire Protection
Association entitled “Installation of Sprinkler Sys-
tems” [NFPA Pamphlet No. 13, 1980 edition].

603.5.14.1 Fire Department Connection.
Where fire protection systems supplied from a
potable water system include a fire department
(siamese) connection that is located less than 1700
feet (518.2 m) from a nonpotable water source that
is capable of being used by the fire department as a
secondary water supply, the potable water supply
shall be protected by one of the following:

(1) Reduced pressure principle backflow preven-
tion assembly (RP)

(2) Reduced pressure detector fire protection back-
flow prevention assembly

Nonpotable water sources include fire depart-
ment vehicles carrying water of questionable quality
or water that is treated with antifreeze, corrosion
inhibitors, or extinguishing agents.
603.5.14.2 Chemicals. Where antifreeze, corro-
sion inhibitors, or other chemicals are added to a fire
protection system supplied from a potable water
supply, the potable water system shall be protected
by one of the following:

(1) Reduced pressure principle backflow preven-
tion assembly (RP)

(2) Reduced pressure detector fire protection back-
flow prevention assembly

603.5.14.3 Hydraulic Design. Where a backflow
device is installed in the potable water supply to a
fire protection system, the hydraulic design of the
system shall account for the pressure drop through
the backflow device. Where such devices are retro-
fitted for an existing fire protection system, the
hydraulics of the sprinkler system design shall be
checked to verify that there will be sufficient water
pressure available for satisfactory operation of the
fire sprinklers.

603.5.15 Health Care or Laboratory Areas. Vac-
uum breakers for washer-hose bedpans shall be located
not less than 5 feet (1524 mm) above the floor. Hose con-
nections in health care or laboratory areas shall be not
less than 6 feet (1829 mm) above the floor.
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603.5.16 Special Equipment. Portable cleaning
equipment and dental vacuum pumps shall be protected
from backflow by an air gap, an atmospheric vacuum
breaker, a spill-resistant vacuum breaker, or a reduced
pressure principle backflow preventer.

603.5.17 Potable Water Outlets and Valves.
Potable water outlets, freeze-proof yard hydrants, com-
bination stop-and-waste valves, or other fixtures that
incorporate a stop and waste feature that drains into the
ground shall not be installed underground.

603.5.18 Pure Water Process Systems. The water
supply to a pure water process system, such as dialysis
water systems, semiconductor washing systems, and sim-
ilar process piping systems, shall be protected from back-
pressure and backsiphonage by a reduced-pressure
principle backflow preventer.

603.5.18.1 Dialysis Water Systems. The indi-
vidual connections of the dialysis related equipment
to the dialysis pure water system shall not require
additional backflow protection.

603.5.19 Plumbing Fixture Fittings. Plumbing fix-
ture fittings with integral backflow protection shall com-
ply with ASME A112.18.1/CSA B125.1.

603.5.20 Swimming Pools, Spas, and Hot Tubs.
Potable water supply to swimming pools, spas, and hot
tubs shall be protected by an air gap or a reduced pressure
principle backflow preventer in accordance with the fol-
lowing:

(1) The unit is equipped with a submerged fill line.

(2) The potable water supply is directly connected to the
unit circulation system.

603.5.21 Chemical Dispensers. The water supply to
chemical dispensers shall be protected against backflow.
The chemical dispenser shall comply with ASSE/IAPMO ||
1055 or the water supply shall be protected by one of the
following methods:

(1) Air gap
(2) Atmospheric vacuum breaker (AVB)

(3) Pressure vacuum breaker backflow prevention
assembly (PVB)

(4) Spill-resistant pressure vacuum breaker (SVB)

(5) Reduced-pressure principle backflow prevention
assembly (RP)

604.0 Materials.

604.1 Pipe, Tube, and Fittings. Pipe, tube, fittings, sol-
vent cement, thread sealants, solders, and flux used in potable
water systems intended to supply drinking water shall com-
ply with NSF 61. Where pipe fittings and valves are made
from copper alloys containing more than 15 percent zinc by
weight and are used in plastic piping systems, they shall be
resistant to dezincification and stress corrosion cracking in
compliance with NSF 14.

Materials used in the water supply system, except valves
and similar devices, shall be of a like material, except where
otherwise approved by the Authority Having Jurisdiction.
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TABLE 604.1
MATERIALS FOR BUILDING SUPPLY AND WATER DISTRIBUTION PIPING AND FITTINGS
WATER
BUILDING SUPPLY REFERENCED STANDARD(S) REFERENCED STANDARD(S)
MATERIAL DISTRIBUTION PIPE
PIPE AND FITTINGS AND FITTINGS PIPE FITTINGS
Copper and Copper ASME B16.15, ASME B16.18,
Alloys igiﬁ E‘% :gﬁ Egz’ ASME B16.22, ASME B16.26,
) 5 2
X X ASTM B135, ASTM B251, ASME B16.50°, ASME B16.51,
ASTM B302, ASTM B447 ASSE 1061, ASTM F3226,
IAPMO PS 117
CPVC ASSE 1061, ASTM D2846,
X % ASTM D2846, ASTM F441, ASTM F437, ASTM F438,
ASTM F442, CSA B137.6 ASTM F439, ASTM F1970,
CSA B137.6
CPVC-AL-CPVC X X ASTM F2855 ASTM D2846
Ductile-Iron ASME B16.4, AWWA C110,
X X AWWA CI151 AWWA C153
Galvanized Steel X X ASTM A53 —
Malleable Iron X X — ASME B16.3
PE ASTM D2239, ASTM D2737, ASTM D2609, ASTM D2683,
x1 — ASTM D3035, AWWA C901, ASTM D3261, ASTM F1055,
CSA B137.1 CSA B137.1
PE-AL-PE ASTM F1282, ASTM F1974,
ASTM F1282, CSA B137.9 CSA B137.9
PE-AL-PEX ASTM F1986 ASTM F1986
PE-RT ASSE 1061, ASTM D3261,
ASTM F1055, ASTM F1807,
X X ASTM F2769, CSA B137.18 ASTM F2098, ASTM F2159,
ASTM F2735, ASTM F2769,
CSA B137.18
PEX?#4 ASSE 1061, ASTM F877,
X X ASTM F876, ASTM F1807, ASTM F1960,
CSA B137.5, AWWA C904! ASTM F2080, ASTM F2159,
ASTM F2735, CSA B137.5
PEX-AL-PEX’ ASTM F1281, ASTM F1974,
ASTM F1281, CSA B137.10 ASTM F2434. CSA B137.10
PP ASTM F2389, CSA B137.11 ASTM F2389, CSA B137.11
PVC ASTM D1785, ASTM D2241, ASTM D2464, ASTM D2466,
x1 — AWWA C900 ASTM D2467, ASTM F1970,
AWWA C907
Stainless Steel ASTM A269, ASTM A312,
X X ASTM A554, ASTM A778 ASTM F3226, IAPMO PS 117

Notes:

! For building supply or exterior cold-water applications, not for water distribution piping.

2 For brazed fittings only.

3 When PEX tubing is placed in soil and is used in potable water systems intended to supply drinking water to fixtures or appliances, the tubing or piping

shall be sleeved with a material approved for potable water use in soil or other material that is impermeable to solvents or petroleum products.

4 PEX tubing shall meet or exceed the requirements of ASTM F876-2015a or an equivalent or more stringent standard when used in continuously recircu-

lating hot water systems and the PEX tubing is exposed to the hot water 100% of the time.
5 [For BSC, DSA-SS, DSA-SS/CC, HCD 1 & HCD 2] The use of PEX-AL-PEX in potable water supply systems is not adopted.

Materials for building water piping and building supply
piping shall comply with the applicable standards referenced
in Table 604.1.

Exception: [OSHPD 1,2, 3,4 & 5] Use of CPVC is not per-
mitted for applications under authority of the Office of
Statewide Health Planning and Development.
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604.1.1 Local Authority to Approve CPVC Pipe
Within Residential Buildings Under Specified
Conditions. [HCD 1 & HCD 2] The local responsible
building official of any city, county, or city and county,
shall authorize by permit the use of CPVC for hot and
cold water distribution systems within the interior of res-
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idential buildings provided all of the following conditions
are satisfied:

(@)

(b)

(©

(d)

(e

(]

(h

Permit Conditions. Any building permit issued pur-
suant to Section 604.1.1 shall be conditioned on
compliance with the mitigation measures set forth
in this section.

Approved Materials. Only CPVC plumbing mate-
rial listed as an approved material and installed in
accordance with this code may be used.

Installation and Use. Any installation and use of
CPVC plumbing material pursuant to this section
shall comply with all applicable requirements of this
code and the manufacturer s installation instructions.

Certification of Compliance. Prior to issuing a
building permit pursuant to Section 604.1.1, the
building official shall require as part of the permit-
ting process that the contractor, or the appropriate
plumbing subcontractors, provide written certifica-
tion: (1) that is required in subdivision (e), and (2)
that he or she will comply with the flushing proce-
dures and worker safety measures of this code and
the manufacturer s installation instructions.

Worker Safety. Any contractor applying for a build-
ing permit that includes the use of CPVC plumbing
materials authorized pursuant to this section shall
include in the permit application a signed written
certification stating that:

(1) They are aware of the health and safety hazards
associated with CPVC plumbing installations;

(2) They have included in their Injury and Illness
Prevention Plan the hazards associated with
CPVC plumbing pipe installations; and

(3) The worker safety training elements of their
Injury and Illness Prevention Plan meet the
Department of Industrial Relation's guidelines.

Findings of Compliance. The building official shall
not give final permit approval of any CPVC plumbing
materials installed pursuant to Section 604.1.1 unless
he or she finds that the material has been installed in
compliance with the requirements of this code and the
manufacturer s installation instructions.

Penalties. Any contractor or subcontractor found to
have failed to comply with the flushing, ventilation,
and glove requirements of this code and the manu-
facturer's installation instructions shall be subject
to the penalties in Health and Safety Code, Division
13, Part 1.5, Chapter 6 (Section 17995 et seq.). In
addition, if during the conduct of any building
inspection the building official finds that the venti-
lation and glove requirements of this code, are being
violated, such building officials shall cite the con-
tractor or subcontractor for that violation.

Special Requirements for CPVC Installation
within Residential Structures. In addition to the
other requirements in the California Plumbing
Code, all installations of CPVC pipe within resi-
dential structures shall meet the following:
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(i) Flushing Procedures. All installations of
CPVC pipe within residential structures shall
be flushed twice over a period of at least one
(1) week. The pipe system shall be first flushed
for at least 10 minutes and then filled and
allowed to stand for no less than 1 week, after
which all the branches of the pipe system must
be flushed long enough to fully empty the con-
tained volume. At the time of the fill, each fix-
ture shall have a removable tag applied stating:

“This new plumbing system was first filled on (date)
by (name). The California Department of Housing
and Community Development requires that the sys-
tem be flushed after standing at least one week after
the fill date specified above. If the system is used ear-
lier than one week after the fill date, the water must
be allowed to run for at least two minutes prior to use
for human consumption. This tag may not be removed
prior to flushing, except by the homeowner.”

(ii) Worker Safety Measures. Mechanical ventila-
tion sufficient to maintain exposures below the
relevant exposure limits established by state
regulation shall be provided in enclosed spaces.
This ventilation shall be directed at the breath-
ing zone of the worker installing the pipe.
Where mechanical ventilation is not practical,
respirators, suitable for organic vapors, shall
be used. For the purpose of this subdivision, an
enclosed space is defined as:

(1) A space less than 100 square feet of floor
area under a ceiling with a height of 10 feet
or less, and which does not have openings
(consisting of doors, windows, or unfin-
ished walls) on at least two sides,

(2) Crawl spaces having a height of less than
three feet;

(3) Enclosed attics that have a roof and ceil-
ing; or

(4) Trenches having a depth greater than 24
inches.

Installers of CPVC pipe within residential struc-
tures shall use non-latex thin gauge (4 millime-
ters) nitrile gloves, or other gloves providing an
equivalent or better degree of protection during
the installation of the CPVC plumbing system.
Gloves shall be provided to all workers by the
contractor, or plumbing subcontractor, and shall
be replaced upon contamination by cements.

604.1.2 PEX. [HCD 1 & HCD 2] All installations of
PEX pipe where it is the initial plumbing piping installed
in new construction shall be flushed twice over a period
of at least one week. The pipe system shall be first flushed
for at least 10 minutes and then filled and allowed to
stand for no less than 1 week, after which all the
branches of the pipe system must be flushed long enough
to fully empty the contained volume. This provision shall
not apply to the installation of PEX pipe where it
replaces an existing pipe system of any material.
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(1) At the time of fill, each fixture shall have a remov-
able tag applied stating:

(a) “This new plumbing system was first filled and
flushed on (date) by
(name). The State of California requires that the
system be flushed after standing at least one
week after the fill date specified above. If this
system is used earlier than one week after the
fill date, the water must be allowed to run for at
least two minutes prior to use for human con-
sumption. This tag may not be removed prior to
the completion of the required second flushing,
except by the building owner or occupant.”

(2) Prior to issuing a building permit to install PEX
pipe, the building official shall require as part of the
permitting process that the contractor, or the appro-
priate plumbing subcontractors, provide written cer-
tification that he or she will comply with the flushing
procedures set forth in the code.

(3) The building official shall not give final permit
approval of any PEX plumbing installation unless he
or she finds that the material has been installed in
compliance with the requirements of the code, includ-
ing the requirements to flush and tag the systems.

(4) Any contractor or subcontractor found to have
failed to comply with the PEX flushing requirements
shall be subject to the penalties in Health and Safety
Code, Division 13, Part 1.5, Chapter 6 (Section
17995, et seq.).

604.2 Lead Content. The maximum allowable lead content
in pipes, pipe fittings, plumbing fittings, and fixtures intended
to convey or dispense water for human consumption shall be
not more than a weighted average of 0.25 percent with respect
to the wetted surfaces of pipes, pipe fittings, plumbing fittings,
and fixtures. For solder and flux, the lead content shall be not
more than 0.2 percent where used in piping systems that con-
vey or dispense water for human consumption.

Note: See Sections 116875 and 116876 of the Health and
Safety Code for the maximum lead content of pipes, pipe or
plumbing fittings, or fixtures intended to convey or dispense
water for human consumption.

Exceptions:

(1) Pipes, pipe fittings, plumbing fittings, fixtures, or back-
flow preventers used for nonpotable services such as
manufacturing, industrial processing, irrigation, outdoor
watering, or any other uses where the water is not used
for human consumption.

(2) Flush valves, fill valves, flushometer valves, tub fillers,
shower valves, service saddles, or water distribution
main gate valves that are 2 inches (50 mm) in diameter
or larger.

604.2.1 Lead Content of Water Supply Pipe and

Fittings. Pipes, pipe fittings, valves, and faucets utilized

in the water supply system for non-drinking water appli-

cations shall have a maximum of 8 percent lead content.
604.3 Copper or Copper Alloy Tube. Copper or copper
alloy tube for water piping shall have a weight of not less than
Type L.
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Exception: Type M copper or copper alloy tubing shall be
permitted to be used for water piping where piping is above-
ground in, or on, a building or underground outside of struc-
tures.

604.4 Hard-Drawn Copper or Copper Alloy Tubing.
Hard-drawn copper or copper alloy tubing for water supply
and distribution in addition to the required incised marking
shall be marked in accordance with ASTM B88. The colors
shall be: Type K, green; Type L, blue; and Type M, red.

604.5 Flexible Connectors. Flexible water connectors
shall be installed in readily accessible locations, and where
under continuous pressure shall comply with ASME
A112.18.6/CSA B125.6. Flexible water connectors with an
excess flow shutoff device shall comply with CSA
B125.5/IAPMO Z600.

604.6 Cast-lron Fittings. Cast-iron fittings up to and
including 2 inches (50 mm) in size, where used in connection
with potable water piping, shall be galvanized.

604.7 Malleable Iron Fittings. Malleable iron water fit-
tings shall be galvanized.

604.8 Previously Used Piping and Tubing. Piping and
tubing that has previously been used for a purpose other than
for potable water systems shall not be used.

604.9 Epoxy Coating. The epoxy coating used on exist-
ing, underground steel building supply piping shall comply
with NSF 61 and AWWA C210.

604.10 Plastic Materials. Approved plastic materials shall
be permitted to be used in building supply piping, provided
that where metal building supply piping is used for electrical
grounding purposes, replacement piping, therefore, shall be of
like materials.

Exception: Where a grounding system acceptable to the
Authority Having Jurisdiction is installed, inspected, and
approved, the metallic pipe shall be permitted to be replaced
with nonmetallic pipe.

604.10.1 Tracer Wire. Plastic materials for building
supply piping outside underground shall have an electri-
cally continuous corrosion-resistant blue insulated cop-
per tracer wire, or other approved conductor installed
adjacent to the piping. Access shall be provided to the
tracer wire, or the tracer wire shall terminate above-
ground at each end of the nonmetallic piping. The tracer
wire size shall be not less than 14 AWG, and the insula-
tion type shall be suitable for direct burial.

604.11 Solder. Solder shall comply with the requirements of
Section 604.2.

604.12 Flexible Corrugated Connectors. Flexible cor-
rugated connectors of copper, copper alloy, or stainless steel
shall be limited to the following connector lengths:

(1) Fixture Connectors — 30 inches (762 mm)
(2) Washing Machine Connectors — 72 inches (1829 mm)

(3) Dishwasher and Icemaker Connectors — 120 inches
(3048 mm)

604.13 Water Heater Connectors. Flexible metallic (cop-
per and stainless steel), reinforced flexible, braided stainless
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bled in accordance with Section 605.6.1.1 through Sec-
| tion 605.6.1.3 using butt, socket, or electro-fusion heat
methods.

605.6.1.1 Butt-Fusion Joints. Butt-fusion joints
shall be made in accordance with ASTM F2620.
Joints shall be made by heating the squared ends of
two pipes, pipe and fitting, or two fittings by hold-
ing ends against a heated element. The heated ele-
ment shall be removed where the proper melt is
obtained and joined ends shall be placed together
with applied force.

605.6.1.2 Electro-Fusion Joints. Electro-fusion
joints shall be heated internally by a conductor at the
interface of the joint. Align and restrain fitting to
pipe to prevent movement and apply electric current
to the fitting. Turn off the current when the proper
time has elapsed to heat the joint. The joint shall fuse
together and remain undisturbed until cool.

605.6.1.3 Socket-Fusion Joints. Socket-fusion
joints shall be made in accordance with ASTM
F2620. Joints shall be made by simultaneously heat-
ing the outside surface of a pipe end and the inside
of a fitting socket. Where the proper melt is
obtained, the pipe and fitting shall be joined by
inserting one into the other with applied force. The
joint shall fuse together and remain undisturbed until
cool.

605.6.2 Mechanical Joints. Mechanical joints
between PE pipe or tubing and fittings shall include
insert and mechanical compression fittings that provide
a pressure seal resistance to pullout. Joints for insert fit-
tings shall be made by cutting the pipe square, using a
cutter designed for plastic piping, and removal of sharp
edges. Two stainless steel clamps shall be placed over
the end of the pipe. Fittings shall be checked for proper
size based on the diameter of the pipe. The end of pipe
shall be placed over the barbed insert fitting, making con-
tact with the fitting shoulder. Clamps shall be positioned
equal to 180 degrees (3.14 rad) apart and shall be tight-
ened to provide a leak tight joint. Compression type cou-
plings and fittings shall be permitted for use in joining
PE piping and tubing. Stiffeners that extend beyond the
clamp or nut shall be prohibited. Bends shall be not less
than 30 pipe diameters, or the coil radius where bending
with the coil. Bends shall not be permitted closer than 10
pipe diameters of a fitting or valve. Mechanical joints
shall be designed for their intended use.

605.7 PE-AL-PE Plastic Pipe/Tubing and Joints. PE-
AL-PE plastic pipe or tubing and fitting joining methods shall
be installed in accordance with the manufacturer’s installa-
tion instructions and shall comply with Section 605.7.1 and
Section 605.7.1.1.
605.7.1 Mechanical Joints. Mechanical joints for PE-
AL-PE pipe or tubing and fittings shall be either of the
metal insert fittings with a split ring and compression nut
or metal insert fittings with copper crimp rings. Metal
insert fittings shall comply with ASTM F1974. Crimp
insert fittings shall be joined to the pipe by placing the
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copper crimp ring around the outer circumference of the
pipe, forcing the pipe material into the space formed by
the ribs on the fitting until the pipe contacts the shoulder
of the fitting. The crimp ring shall then be positioned on
the pipe so the edge of the crimp ring is % of an inch (3.2
mm) to ¥ of an inch (6.4 mm) from the end of the pipe.
The jaws of the crimping tool shall be centered over the
crimp ring and tool perpendicular to the barb. The jaws
shall be closed around the crimp ring and shall not be
crimped more than once.

605.7.1.1 Compression Joints. Compression
joints for PE-AL-PE pipe or tubing and fittings shall
be joined through the compression of a split ring, by
a compression nut around the circumference of the
pipe. The compression nut and split ring shall be
placed around the pipe. The ribbed end of the fitting
shall be inserted into the pipe until the pipe contacts
the shoulder of the fitting. Position and compress the
split ring by tightening the compression nut onto the
insert fitting.

605.8 PE-RT. Polyethylene of raised temperature (PE-RT)
tubing and fitting joining methods and shall comply with Sec-
tion 605.8.1.

605.8.1 Mechanical Joints. Fittings for PE-RT tub-
ing shall comply with the applicable standards listed in
Table 604.1. Mechanical joints for PE-RT tubing shall
be installed in accordance with the manufacturer’s instal-
lation instructions.

605.9 PEX Plastic Tubing and Joints. PEX plastic tub-
ing and fitting joining methods shall be installed in accor-
dance with the manufacturer’s installation instructions and
shall comply with Section 605.9.1 through Section 605.9.3.

All PEX pipe installed in California must provide at least
30-day UV protection. [OSHPD 1, 1R, 2, 3, 4 & 5] Instal-
lation and use of PEX tubing shall be in accordance with
manufacturer s standards. PEX piping shall not be used for
any application that would result in noncompliance with any
provisions of the California Building Standards Code.

605.9.1 Fittings. Fittings for PEX tubing shall comply
with the applicable standards referenced in Table 604.1.
PEX tubing that complies with ASTM F876 shall be
marked with the applicable standard designation for the
fittings, specified by the tubing manufacturer for use with
the tubing. Brass fittings used with PEX tubing shall meet
or exceed NSF 14 standards to prevent dezincification ||
and stress crack corrosion. [OSHPD 1,1R, 2, 3,4 & 5]
Installation and use of PEX tubing shall be in accor-
dance with manufacturer s standards. PEX piping shall
not be used for any application that would result in non-
compliance with any provisions of the California Build-
ing Standards Code.

605.9.2 Mechanical Joints. Mechanical joints shall
be installed in accordance with the manufacturer’s instal-
lation instructions.

605.9.3 Push Fit Fittings. Removable and nonre-
movable push fit fittings that employ a quick assembly
push fit connector shall comply with ASSE 1061.
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605.10 PEX-AL-PEX Plastic Tubing and Joints. PEX-
AL-PEX plastic pipe or tubing and fitting joining methods
shall be installed in accordance with the manufacturer’s
installation instructions and shall comply with Section
605.10.1 and Section 605.10.1.1.

[DSA-SS, DSA-SS/CC, BSC, HCD 1 & HCD 2] PEX-AL-
PEX is not adopted for use in potable water supply and dis-
tribution systems.

605.10.1 Mechanical Joints. Mechanical joints
between PEX-AL-PEX tubing and fittings shall include
mechanical and compression type fittings and insert fit-
tings with a crimping ring. Insert fittings utilizing a
crimping ring shall comply with ASTM F1974 or ASTM
F2434. Crimp joints for crimp insert fittings shall be
joined to PEX-AL-PEX pipe by the compression of a
crimp ring around the outer circumference of the pipe,
forcing the pipe material into annular spaces formed by
ribs on the fitting.

[BSC] PEX-AL-PEX is not adopted for use in potable
water supply and distribution systems.

605.10.1.1 Compression Joints. Compression
joints shall include compression insert fittings and
shall be joined to PEX-AL-PEX pipe through the
compression of a split ring or compression nut
around the outer circumference of the pipe, forcing
the pipe material into the annular space formed by
the ribs on the fitting.

[BSC] PEX-AL-PEX is not adopted for use in
potable water supply and distribution systems.

605.11 Polypropylene (PP) Piping and Joints. PP pipe
and fittings shall be installed in accordance with the manu-
facturer’s installation instructions and shall comply with Sec-
tion 605.11.1 through Section 605.11.3.

605.11.1 Heat-Fusion Joints. Heat-fusion joints for
polypropylene (PP) pipe and fitting joints shall be
installed with socket-type heat-fused polypropylene fit-
tings, fusion outlets, butt-fusion polypropylene fittings
or pipe, or electro-fusion polypropylene fittings. Joint
surfaces shall be clean and free from moisture. The joint
shall be undisturbed until cool. Joints shall be made in
accordance with ASTM F2389 or CSA B137.11.

605.11.2 Mechanical and Compression Sleeve
Joints. Mechanical and compression sleeve joints shall
be installed in accordance with the manufacturer’s instal-
lation instructions.

605.11.3 Threaded Joints. PP pipe shall not be
threaded. PP transition fittings for connection to other
piping materials shall only be threaded by use of copper
alloy or stainless steel inserts molded in the fitting.

605.12 PVC Plastic Pipe and Joints. PVC plastic pipe
and fitting joining methods shall be installed in accordance
with the manufacturer’s installation instructions and shall
comply with Section 605.12.1 through Section 605.12.3.

PVC piping shall not be exposed to direct sunlight unless
the piping does not exceed 24 inches (610 mm) and is
wrapped with not less than 0.04 of an inch (1.02 mm) thick
tape or otherwise protected from UV degradation.
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605.12.1 Mechanical Joints. Mechanical joints shall
be designed to provide a permanent seal and shall be of
the mechanical or push-on joint. The mechanical joint
shall include a pipe spigot that has a wall thickness to
withstand without deformation or collapse; the com-
pressive force exerted where the fitting is tightened. The
push-on joint shall have a minimum wall thickness of the
bell at any point between the ring and the pipe barrel.
The elastomeric gasket shall comply with ASTM D3139,
and be of such size and shape as to provide a compres-
sive force against the spigot and socket after assembly to
provide a positive seal.

605.12.2 Solvent Cement Joints. Solvent cement
joints for PVC pipe and fittings shall be clean from dirt
and moisture. Pipe shall be cut square and pipe shall be
deburred. Where surfaces to be joined are cleaned and
free of dirt, moisture, oil, and other foreign material, apply
primer purple in color that complies with ASTM F656.
Primer shall be applied to the surface of the pipe and fit-
ting is softened. Solvent cement that complies with
ASTM D2564 shall be applied to all joint surfaces. Joints
shall be made while both the inside socket surface and
outside surface of pipe are wet with solvent cement. Hold
joint in place and undisturbed for 1 minute after assembly.

[HCD 1 & HCD 2] Plastic pipe and fittings joined with
solvent cement shall utilize Low VOC primer(s), if a
primer is required, and Low VOC solvent cement(s) as
defined in Section 214.0.

605.12.3 Threaded Joints. Threads shall comply with
ASME B1.20.1. A minimum of Schedule 80 shall be per-
mitted to be threaded; however, the pressure rating shall
be reduced by 50 percent. The use of molded fittings
shall not result in a 50 percent reduction in the pressure
rating of the pipe provided that the molded fittings shall
be fabricated so that the wall thickness of the material is
maintained at the threads. Thread sealant compound that
is compatible with the pipe and fitting, insoluble in water
and nontoxic shall be applied to male threads. Caution
shall be used during assembly to prevent over tightening
of the PVC components once the thread sealant has been
applied. Female PVC threaded fittings shall be used with
plastic male threads only.

605.13 Stainless Steel Pipe and Joints. Joining meth-

ods for stainless steel pipe and fittings shall be installed in

accordance with the manufacturer’s installation instructions

and shall comply with Section 605.13.1 or Section 605.13.2.
605.13.1 Mechanical Joints. Mechanical joints shall
be designed for their intended use. Such joints shall
include compression, flanged, grooved, press-connect,
and threaded.
605.13.2 Welded Joints. Welded joints shall be either
fusion or resistance welded based on the selection of the
base metal. The chemical composition of the filler metal
shall comply wi